Some indicators might not be functioning properly beyond the normal condition for usage affected by the earthquake and subsequent events. We comprehensively evaluate situation in plants using all the available information from indicators and also focusing on trends, taking uncertainty of indicators into consideration.
### Fukushima Daiichi Nuclear Power Station Unit 3 Parameters of Water level and Pressure

Some indicators might not be functioning properly beyond the normal condition for usage affected by the earthquake and subsequent events. We comprehensively evaluate situation in plants using all the available information from indicators and also focusing on trends, taking uncertainty of indicators into consideration.

<table>
<thead>
<tr>
<th>Date</th>
<th>Reactor water level (fuel range) (A) (mm)</th>
<th>Reactor water level (fuel range) (B) (mm)</th>
<th>A system/ reactor pressure (MPa)</th>
<th>B system/ reactor pressure (MPa)</th>
<th>D/W pressure (MPa abs)</th>
<th>S/C pressure (MPa abs)</th>
<th>CAMS D/W (A) (Sv/h)</th>
<th>CAMS D/W (B) (Sv/h)</th>
<th>CAMS S/C (A) (Sv/h)</th>
<th>CAMS S/C (B) (Sv/h)</th>
<th>Radiation dose in main control room (mSv/h)</th>
<th>Note</th>
</tr>
</thead>
<tbody>
<tr>
<td>10/31 00:00</td>
<td>-2132</td>
<td>-2199</td>
<td>0.1015</td>
<td>0.1876</td>
<td>3.27E+00</td>
<td>2.22E+00</td>
<td>2.74E-01</td>
<td>2.59E-01</td>
<td>0.029</td>
<td>0.029</td>
<td>0.029</td>
<td></td>
</tr>
<tr>
<td>10/31 12:00</td>
<td>-2136</td>
<td>-2207</td>
<td>0.1015</td>
<td>0.1876</td>
<td>3.27E+00</td>
<td>2.22E+00</td>
<td>2.74E-01</td>
<td>2.59E-01</td>
<td>0.028</td>
<td>0.028</td>
<td>0.028</td>
<td></td>
</tr>
<tr>
<td>10/31 18:00</td>
<td>-2152</td>
<td>-2219</td>
<td>0.1015</td>
<td>0.1878</td>
<td>3.26E+00</td>
<td>2.22E+00</td>
<td>2.74E-01</td>
<td>2.59E-01</td>
<td>0.025</td>
<td>0.025</td>
<td>0.025</td>
<td></td>
</tr>
<tr>
<td>10/31 24:00</td>
<td>-2195</td>
<td>-2222</td>
<td>0.1015</td>
<td>0.1890</td>
<td>3.26E+00</td>
<td>2.22E+00</td>
<td>2.74E-01</td>
<td>2.59E-01</td>
<td>0.025</td>
<td>0.025</td>
<td>0.025</td>
<td></td>
</tr>
<tr>
<td>11/1 09:00</td>
<td>-2244</td>
<td>-2260</td>
<td>0.1015</td>
<td>0.1883</td>
<td>3.26E+00</td>
<td>2.22E+00</td>
<td>2.75E-01</td>
<td>2.59E-01</td>
<td>0.025</td>
<td>0.025</td>
<td>0.025</td>
<td></td>
</tr>
<tr>
<td>11/1 15:00</td>
<td>-2253</td>
<td>-2205</td>
<td>0.1015</td>
<td>0.1885</td>
<td>3.26E+00</td>
<td>2.22E+00</td>
<td>2.73E-01</td>
<td>2.59E-01</td>
<td>0.027</td>
<td>0.027</td>
<td>0.027</td>
<td></td>
</tr>
<tr>
<td>11/1 21:00</td>
<td>-2246</td>
<td>-2213</td>
<td>0.1015</td>
<td>0.1886</td>
<td>3.26E+00</td>
<td>2.22E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.029</td>
<td>0.029</td>
<td>0.029</td>
<td></td>
</tr>
<tr>
<td>11/1 27:00</td>
<td>-2180</td>
<td>-2177</td>
<td>0.1015</td>
<td>0.1892</td>
<td>3.26E+00</td>
<td>2.22E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.030</td>
<td>0.030</td>
<td>0.030</td>
<td></td>
</tr>
<tr>
<td>11/2 09:00</td>
<td>-2171</td>
<td>-2173</td>
<td>0.1015</td>
<td>0.1882</td>
<td>3.26E+00</td>
<td>2.22E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.025</td>
<td>0.025</td>
<td>0.025</td>
<td></td>
</tr>
<tr>
<td>11/2 15:00</td>
<td>-2186</td>
<td>-2185</td>
<td>0.1015</td>
<td>0.1884</td>
<td>3.26E+00</td>
<td>2.22E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.025</td>
<td>0.025</td>
<td>0.025</td>
<td></td>
</tr>
<tr>
<td>11/2 21:00</td>
<td>-2195</td>
<td>-2178</td>
<td>0.1015</td>
<td>0.1884</td>
<td>3.26E+00</td>
<td>2.22E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.025</td>
<td>0.025</td>
<td>0.025</td>
<td></td>
</tr>
<tr>
<td>11/3 09:00</td>
<td>-2164</td>
<td>-2185</td>
<td>0.1015</td>
<td>0.1884</td>
<td>3.26E+00</td>
<td>2.22E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.025</td>
<td>0.025</td>
<td>0.025</td>
<td></td>
</tr>
<tr>
<td>11/3 15:00</td>
<td>-2186</td>
<td>-2209</td>
<td>0.1015</td>
<td>0.1885</td>
<td>3.26E+00</td>
<td>2.22E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.030</td>
<td>0.030</td>
<td>0.030</td>
<td></td>
</tr>
<tr>
<td>11/3 21:00</td>
<td>-2200</td>
<td>-2211</td>
<td>0.1015</td>
<td>0.1886</td>
<td>3.26E+00</td>
<td>2.22E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.031</td>
<td>0.031</td>
<td>0.031</td>
<td></td>
</tr>
<tr>
<td>11/4 09:00</td>
<td>-2158</td>
<td>-2198</td>
<td>0.1015</td>
<td>0.1896</td>
<td>3.26E+00</td>
<td>2.22E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.022</td>
<td>0.022</td>
<td>0.022</td>
<td></td>
</tr>
<tr>
<td>11/4 15:00</td>
<td>-2175</td>
<td>-2185</td>
<td>0.1015</td>
<td>0.1894</td>
<td>3.26E+00</td>
<td>2.21E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.027</td>
<td>0.027</td>
<td>0.027</td>
<td></td>
</tr>
<tr>
<td>11/4 21:00</td>
<td>-2173</td>
<td>-2199</td>
<td>0.1015</td>
<td>0.1883</td>
<td>3.26E+00</td>
<td>2.21E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.025</td>
<td>0.025</td>
<td>0.025</td>
<td></td>
</tr>
<tr>
<td>11/5 09:00</td>
<td>-2150</td>
<td>-2192</td>
<td>0.1015</td>
<td>0.1881</td>
<td>3.26E+00</td>
<td>2.21E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.029</td>
<td>0.029</td>
<td>0.029</td>
<td></td>
</tr>
<tr>
<td>11/5 15:00</td>
<td>-2136</td>
<td>-2184</td>
<td>0.1015</td>
<td>0.1890</td>
<td>3.26E+00</td>
<td>2.21E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.033</td>
<td>0.033</td>
<td>0.033</td>
<td></td>
</tr>
<tr>
<td>11/5 21:00</td>
<td>-2079</td>
<td>-2150</td>
<td>0.1015</td>
<td>0.1877</td>
<td>3.26E+00</td>
<td>2.21E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.032</td>
<td>0.032</td>
<td>0.032</td>
<td></td>
</tr>
<tr>
<td>11/6 09:00</td>
<td>-2082</td>
<td>-2150</td>
<td>0.1015</td>
<td>0.1876</td>
<td>3.26E+00</td>
<td>2.21E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.027</td>
<td>0.027</td>
<td>0.027</td>
<td></td>
</tr>
<tr>
<td>11/6 15:00</td>
<td>-2032</td>
<td>-2144</td>
<td>0.1015</td>
<td>0.1874</td>
<td>3.25E+00</td>
<td>2.21E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.029</td>
<td>0.029</td>
<td>0.029</td>
<td></td>
</tr>
<tr>
<td>11/6 21:00</td>
<td>-2011</td>
<td>-2136</td>
<td>0.1015</td>
<td>0.1874</td>
<td>3.25E+00</td>
<td>2.21E+00</td>
<td>2.72E-01</td>
<td>2.59E-01</td>
<td>0.029</td>
<td>0.029</td>
<td>0.029</td>
<td></td>
</tr>
</tbody>
</table>