Fukushima Daiichi Nuclear Power Station Unit 1  Parameters of Water level and Pressure

Water level [mm]

Pressure [MPa]

[Note] Some indicators might not be functioning properly beyond the normal condition for usage affected by the earthquake and subsequent events. We comprehensively evaluate situation in plants using all the available information from indicators and also focusing on trends, taking uncertainty of indicators into consideration.
### Fukushima Daiichi Nuclear Power Station Unit 1 Parameters of Water level and Pressure

#### Note

Some indicators might not be functioning properly beyond the normal condition for usage affected by the earthquake and subsequent events. We comprehensively evaluate situation in plants using all the available information from indicators and also focusing on trends, taking uncertainty of indicators into consideration.

<table>
<thead>
<tr>
<th>Date</th>
<th>reactor water level (fuel range)(A) (mm)</th>
<th>reactor water level (fuel range)(B) (mm)</th>
<th>A system/ reactor pressure (MPa)</th>
<th>B system/ reactor pressure (MPa)</th>
<th>D/W pressure (MPa abs)</th>
<th>S/C pressure (MPa abs)</th>
<th>CAMS D/W(A) (Sv/h)</th>
<th>CAMS D/W(B) (Sv/h)</th>
<th>CAMS S/C(A) (Sv/h)</th>
<th>CAMS S/C(B) (Sv/h)</th>
<th>note</th>
</tr>
</thead>
<tbody>
<tr>
<td>11/20 5:00</td>
<td>-1270</td>
<td>0.008</td>
<td>-</td>
<td>0.1156</td>
<td>0.079</td>
<td>1.00E-02</td>
<td>1.40E+01</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/20 11:00</td>
<td>-1260</td>
<td>0.008</td>
<td>-</td>
<td>0.1156</td>
<td>0.078</td>
<td>1.00E-02</td>
<td>1.18E+01</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/20 17:00</td>
<td>-1270</td>
<td>0.007</td>
<td>-</td>
<td>0.1159</td>
<td>0.079</td>
<td>1.00E-02</td>
<td>1.43E+02</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/20 23:00</td>
<td>-1320</td>
<td>0.007</td>
<td>-</td>
<td>0.1164</td>
<td>0.078</td>
<td>1.00E-02</td>
<td>1.42E+02</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/21 5:00</td>
<td>-1390</td>
<td>0.007</td>
<td>-</td>
<td>0.1169</td>
<td>0.079</td>
<td>1.00E-02</td>
<td>9.38E+00</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/21 11:00</td>
<td>-1420</td>
<td>0.007</td>
<td>-</td>
<td>0.1174</td>
<td>0.079</td>
<td>1.00E-02</td>
<td>1.40E+01</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/21 17:00</td>
<td>-1450</td>
<td>0.007</td>
<td>-</td>
<td>0.1176</td>
<td>0.079</td>
<td>1.00E-02</td>
<td>1.57E+02</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/21 23:00</td>
<td>-1470</td>
<td>0.007</td>
<td>-</td>
<td>0.1179</td>
<td>0.078</td>
<td>1.00E-02</td>
<td>1.04E+01</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/22 5:00</td>
<td>-1490</td>
<td>0.007</td>
<td>-</td>
<td>0.1182</td>
<td>0.079</td>
<td>1.00E-02</td>
<td>1.30E+01</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/22 11:00</td>
<td>-1490</td>
<td>0.007</td>
<td>-</td>
<td>0.1184</td>
<td>0.079</td>
<td>1.00E-02</td>
<td>1.81E+01</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/22 17:00</td>
<td>-1490</td>
<td>0.007</td>
<td>-</td>
<td>0.1187</td>
<td>0.080</td>
<td>1.00E-02</td>
<td>1.23E+02</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/22 23:00</td>
<td>-1510</td>
<td>0.007</td>
<td>-</td>
<td>0.1187</td>
<td>0.080</td>
<td>1.00E-02</td>
<td>1.39E+01</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/23 5:00</td>
<td>-1510</td>
<td>0.007</td>
<td>-</td>
<td>0.1187</td>
<td>0.080</td>
<td>1.00E-02</td>
<td>1.42E+02</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/23 11:00</td>
<td>-1500</td>
<td>0.007</td>
<td>-</td>
<td>0.1188</td>
<td>0.080</td>
<td>1.00E-02</td>
<td>1.38E+02</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/23 17:00</td>
<td>-1470</td>
<td>0.008</td>
<td>-</td>
<td>0.1187</td>
<td>0.080</td>
<td>1.00E-02</td>
<td>1.37E+02</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/23 23:00</td>
<td>-1430</td>
<td>0.008</td>
<td>-</td>
<td>0.1184</td>
<td>0.080</td>
<td>1.00E-02</td>
<td>1.35E+02</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/24 5:00</td>
<td>-1410</td>
<td>0.009</td>
<td>-</td>
<td>0.1179</td>
<td>0.080</td>
<td>1.00E-02</td>
<td>1.58E+01</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/24 11:00</td>
<td>-1390</td>
<td>0.009</td>
<td>-</td>
<td>0.1178</td>
<td>0.080</td>
<td>1.00E-02</td>
<td>1.34E+01</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/24 17:00</td>
<td>-1400</td>
<td>0.009</td>
<td>-</td>
<td>0.1178</td>
<td>0.079</td>
<td>1.00E-02</td>
<td>1.54E+02</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/24 23:00</td>
<td>-1400</td>
<td>0.008</td>
<td>-</td>
<td>0.1175</td>
<td>0.079</td>
<td>1.00E-02</td>
<td>1.11E+01</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/25 5:00</td>
<td>-1380</td>
<td>0.008</td>
<td>-</td>
<td>0.1173</td>
<td>0.078</td>
<td>1.00E-02</td>
<td>1.90E+01</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/25 11:00</td>
<td>-1380</td>
<td>0.008</td>
<td>-</td>
<td>0.1173</td>
<td>0.078</td>
<td>1.00E-02</td>
<td>1.42E+01</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/25 17:00</td>
<td>-1380</td>
<td>0.008</td>
<td>-</td>
<td>0.1174</td>
<td>0.078</td>
<td>1.00E-02</td>
<td>1.81E+01</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/25 23:00</td>
<td>-1410</td>
<td>0.008</td>
<td>-</td>
<td>0.1174</td>
<td>0.078</td>
<td>1.00E-02</td>
<td>1.48E+02</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>11/26 5:00</td>
<td>-1440</td>
<td>0.008</td>
<td>-</td>
<td>0.1178</td>
<td>0.078</td>
<td>1.00E-02</td>
<td>1.52E+02</td>
<td>6.70E-01</td>
<td>6.90E-01</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>