Some indicators might not be functioning properly beyond the normal condition for usage affected by the earthquake and subsequent events. We comprehensively evaluate situation in plants using all the available information from indicators and also focusing on trends, taking uncertainty of indicators into consideration.
<table>
<thead>
<tr>
<th>Date</th>
<th>Reactor water level (fuel range) (A) (mm)</th>
<th>Reactor water level (fuel range) (B) (mm)</th>
<th>A system/ reactor pressure (MPa)</th>
<th>B system/ reactor pressure (MPa)</th>
<th>D/W pressure (MPa abs)</th>
<th>CAMS D/W(A) (Sv/h)</th>
<th>CAMS D/W(B) (Sv/h)</th>
<th>CAMS S/C(A) (Sv/h)</th>
<th>CAMS S/C(B) (Sv/h)</th>
<th>Radiation dose in main control room (mSv/h)</th>
</tr>
</thead>
<tbody>
<tr>
<td>11/21 6:00</td>
<td>-2113</td>
<td>-2207</td>
<td>0.1015</td>
<td>0.1896</td>
<td>3.21E+00</td>
<td>2.16E+00</td>
<td>2.63E-01</td>
<td>2.49E-01</td>
<td>0.026</td>
<td></td>
</tr>
<tr>
<td>11/21 11:00</td>
<td>-2157</td>
<td>-2224</td>
<td>0.1015</td>
<td>0.1888</td>
<td>3.21E+00</td>
<td>2.15E+00</td>
<td>2.63E-01</td>
<td>2.46E-01</td>
<td>0.026</td>
<td></td>
</tr>
<tr>
<td>11/21 17:00</td>
<td>-2175</td>
<td>-2227</td>
<td>0.1015</td>
<td>0.1891</td>
<td>3.21E+00</td>
<td>2.16E+00</td>
<td>2.63E-01</td>
<td>2.46E-01</td>
<td>0.026</td>
<td></td>
</tr>
<tr>
<td>11/21 23:00</td>
<td>-2246</td>
<td>-2235</td>
<td>0.1015</td>
<td>0.1892</td>
<td>3.21E+00</td>
<td>2.15E+00</td>
<td>2.63E-01</td>
<td>2.46E-01</td>
<td>0.020</td>
<td></td>
</tr>
<tr>
<td>11/22 5:00</td>
<td>-2259</td>
<td>-2227</td>
<td>0.1015</td>
<td>0.1894</td>
<td>3.21E+00</td>
<td>2.16E+00</td>
<td>2.63E-01</td>
<td>2.46E-01</td>
<td>0.023</td>
<td></td>
</tr>
<tr>
<td>11/22 11:00</td>
<td>-2299</td>
<td>-2225</td>
<td>0.1015</td>
<td>0.1894</td>
<td>3.21E+00</td>
<td>2.15E+00</td>
<td>2.63E-01</td>
<td>2.46E-01</td>
<td>0.026</td>
<td></td>
</tr>
<tr>
<td>11/22 17:00</td>
<td>-2258</td>
<td>-2234</td>
<td>0.1015</td>
<td>0.1894</td>
<td>3.21E+00</td>
<td>2.15E+00</td>
<td>2.63E-01</td>
<td>2.46E-01</td>
<td>0.026</td>
<td></td>
</tr>
<tr>
<td>11/22 23:00</td>
<td>-2235</td>
<td>-2223</td>
<td>0.1015</td>
<td>0.1892</td>
<td>3.21E+00</td>
<td>2.15E+00</td>
<td>2.61E-01</td>
<td>2.46E-01</td>
<td>0.030</td>
<td></td>
</tr>
<tr>
<td>11/23 5:00</td>
<td>-2205</td>
<td>-2203</td>
<td>0.1015</td>
<td>0.1891</td>
<td>3.21E+00</td>
<td>2.15E+00</td>
<td>2.61E-01</td>
<td>2.46E-01</td>
<td>0.027</td>
<td></td>
</tr>
<tr>
<td>11/23 11:00</td>
<td>-2164</td>
<td>-2175</td>
<td>0.1015</td>
<td>0.1890</td>
<td>3.21E+00</td>
<td>2.15E+00</td>
<td>2.61E-01</td>
<td>2.46E-01</td>
<td>0.029</td>
<td></td>
</tr>
<tr>
<td>11/23 17:00</td>
<td>-2086</td>
<td>-2147</td>
<td>0.1015</td>
<td>0.1896</td>
<td>3.21E+00</td>
<td>2.14E+00</td>
<td>2.61E-01</td>
<td>2.47E-01</td>
<td>0.026</td>
<td></td>
</tr>
<tr>
<td>11/23 23:00</td>
<td>-2036</td>
<td>-2141</td>
<td>0.1015</td>
<td>0.1882</td>
<td>3.21E+00</td>
<td>2.15E+00</td>
<td>2.63E-01</td>
<td>2.46E-01</td>
<td>0.025</td>
<td></td>
</tr>
<tr>
<td>11/24 5:00</td>
<td>-2036</td>
<td>-2140</td>
<td>0.1015</td>
<td>0.1893</td>
<td>3.19E+00</td>
<td>2.15E+00</td>
<td>2.61E-01</td>
<td>2.46E-01</td>
<td>0.023</td>
<td></td>
</tr>
<tr>
<td>11/24 11:00</td>
<td>-2088</td>
<td>-2134</td>
<td>0.1016</td>
<td>0.1887</td>
<td>3.19E+00</td>
<td>2.15E+00</td>
<td>2.61E-01</td>
<td>2.47E-01</td>
<td>0.020</td>
<td></td>
</tr>
<tr>
<td>11/24 17:00</td>
<td>-2129</td>
<td>-2193</td>
<td>0.1016</td>
<td>0.1887</td>
<td>3.19E+00</td>
<td>2.15E+00</td>
<td>2.61E-01</td>
<td>2.46E-01</td>
<td>0.029</td>
<td></td>
</tr>
<tr>
<td>11/24 23:00</td>
<td>-2137</td>
<td>-2205</td>
<td>0.1016</td>
<td>0.1886</td>
<td>3.19E+00</td>
<td>2.15E+00</td>
<td>2.61E-01</td>
<td>2.46E-01</td>
<td>0.021</td>
<td></td>
</tr>
<tr>
<td>11/25 5:00</td>
<td>-2144</td>
<td>-2200</td>
<td>0.1016</td>
<td>0.1885</td>
<td>3.19E+00</td>
<td>2.15E+00</td>
<td>2.61E-01</td>
<td>2.46E-01</td>
<td>0.028</td>
<td></td>
</tr>
<tr>
<td>11/25 11:00</td>
<td>-2150</td>
<td>-2218</td>
<td>0.1016</td>
<td>0.1885</td>
<td>3.20E+00</td>
<td>2.14E+00</td>
<td>2.60E-01</td>
<td>2.46E-01</td>
<td>0.025</td>
<td></td>
</tr>
<tr>
<td>11/25 17:00</td>
<td>-2200</td>
<td>-2240</td>
<td>0.1016</td>
<td>0.1885</td>
<td>3.19E+00</td>
<td>2.15E+00</td>
<td>2.61E-01</td>
<td>2.46E-01</td>
<td>0.027</td>
<td></td>
</tr>
<tr>
<td>11/26 5:00</td>
<td>-2237</td>
<td>-2247</td>
<td>0.1016</td>
<td>0.1894</td>
<td>3.19E+00</td>
<td>2.14E+00</td>
<td>2.61E-01</td>
<td>2.47E-01</td>
<td>0.025</td>
<td></td>
</tr>
<tr>
<td>11/26 11:00</td>
<td>-2227</td>
<td>-2221</td>
<td>0.1016</td>
<td>0.1894</td>
<td>3.19E+00</td>
<td>2.15E+00</td>
<td>2.61E-01</td>
<td>2.46E-01</td>
<td>0.024</td>
<td></td>
</tr>
<tr>
<td>11/26 17:00</td>
<td>-2183</td>
<td>-2198</td>
<td>0.1016</td>
<td>0.1892</td>
<td>3.19E+00</td>
<td>2.14E+00</td>
<td>2.61E-01</td>
<td>2.46E-01</td>
<td>0.025</td>
<td></td>
</tr>
<tr>
<td>11/26 23:00</td>
<td>-2175</td>
<td>-2208</td>
<td>0.1016</td>
<td>0.1876</td>
<td>3.19E+00</td>
<td>2.15E+00</td>
<td>2.60E-01</td>
<td>2.46E-01</td>
<td>0.026</td>
<td></td>
</tr>
<tr>
<td>11/27 5:00</td>
<td>-2145</td>
<td>-2196</td>
<td>0.1016</td>
<td>0.1875</td>
<td>3.20E+00</td>
<td>2.15E+00</td>
<td>2.61E-01</td>
<td>2.46E-01</td>
<td>0.029</td>
<td></td>
</tr>
</tbody>
</table>