Some indicators might not be functioning properly beyond the normal condition for usage affected by the earthquake and subsequent events. We comprehensively evaluate situation in plants using all the available information from indicators and also focusing on trends, taking uncertainty of indicators into consideration.
### Fukushima Daiichi Nuclear Power Station Unit3 Parameters of Water level and Pressure

Date | Reactor Water Level (mm) (A) | Reactor Water Level (mm) (B) | A System/Reactor Pressure (MPa) | B System/Reactor Pressure (MPa) | D/W Pressure (MPa abs) | S/C Pressure (MPa abs) | CAMS D/W (Sv/h) | CAMS D/W (Sv/h) | CAMS S/C (Sv/h) | CAMS S/C (Sv/h) | Radiation Dose in Main Control Room (mSv/h) | Note
--- | --- | --- | --- | --- | --- | --- | --- | --- | --- | --- | --- | --- | ---
12/5 5:00 | -1626 | -2152 | 0.1016 | 0.1844 | 3.14E+00 | 2.11E+00 | 2.65E-01 | 2.48E-01 | 0.027 | 0.027 | 0.027 | 0.027 | DS
12/5 11:00 | -1666 | -2152 | 0.1016 | 0.1846 | 3.14E+00 | 2.11E+00 | 2.65E-01 | 2.61E-01 | 2.48E-01 | 0.028 | 0.028 | 0.028 | 0.028 | DS
12/5 17:00 | -1703 | -2157 | 0.1016 | 0.1849 | 3.09E+00 | 2.11E+00 | 2.60E-01 | 2.48E-01 | 0.030 | 0.030 | 0.030 | 0.030 | DS
12/5 23:00 | -1750 | -2189 | 0.1016 | 0.1852 | 3.14E+00 | 2.11E+00 | 2.60E-01 | 2.46E-01 | 0.028 | 0.028 | 0.028 | 0.028 | DS
12/6 11:00 | -1773 | -2207 | 0.1016 | 0.1853 | 3.14E+00 | 2.11E+00 | 2.58E-01 | 2.45E-01 | 0.025 | 0.025 | 0.025 | 0.025 | DS
12/6 17:00 | -1738 | -2180 | 0.1016 | 0.1851 | 3.14E+00 | 2.11E+00 | 2.58E-01 | 2.45E-01 | 0.024 | 0.024 | 0.024 | 0.024 | DS
12/6 23:00 | -1718 | -2186 | 0.1016 | 0.1850 | 3.14E+00 | 2.11E+00 | 2.58E-01 | 2.45E-01 | 0.023 | 0.023 | 0.023 | 0.023 | DS
12/7 5:00 | -1709 | -2182 | 0.1016 | 0.1849 | 3.14E+00 | 2.11E+00 | 2.58E-01 | 2.45E-01 | 0.028 | 0.028 | 0.028 | 0.028 | DS
12/7 11:00 | -1676 | -2162 | 0.1016 | 0.1847 | 3.12E+00 | 2.11E+00 | 2.59E-01 | 2.45E-01 | 0.029 | 0.029 | 0.029 | 0.029 | DS
12/7 17:00 | -1643 | -2150 | 0.1016 | 0.1846 | 3.12E+00 | 2.11E+00 | 2.58E-01 | 2.45E-01 | 0.028 | 0.028 | 0.028 | 0.028 | DS
12/7 23:00 | -1638 | -2152 | 0.1016 | 0.1845 | 3.12E+00 | 2.11E+00 | 2.58E-01 | 2.45E-01 | 0.029 | 0.029 | 0.029 | 0.029 | DS
12/8 5:00 | -1612 | -2149 | 0.1016 | 0.1843 | 3.12E+00 | 2.11E+00 | 2.58E-01 | 2.45E-01 | 0.028 | 0.028 | 0.028 | 0.028 | DS
12/8 11:00 | -1615 | -2152 | 0.1016 | 0.1843 | 3.13E+00 | 2.11E+00 | 2.58E-01 | 2.45E-01 | 0.028 | 0.028 | 0.028 | 0.028 | DS
12/8 17:00 | -1602 | -2152 | 0.1016 | 0.1841 | 3.13E+00 | 2.12E+00 | 2.58E-01 | 2.45E-01 | 0.028 | 0.028 | 0.028 | 0.028 | DS
12/8 23:00 | -1600 | -2152 | 0.1016 | 0.1840 | 3.13E+00 | 2.11E+00 | 2.58E-01 | 2.45E-01 | 0.026 | 0.026 | 0.026 | 0.026 | DS
12/9 5:00 | -1587 | -2152 | 0.1016 | 0.1838 | 3.12E+00 | 2.11E+00 | 2.56E-01 | 2.45E-01 | 0.027 | 0.027 | 0.027 | 0.027 | DS
12/9 11:00 | -1619 | -2158 | 0.1016 | 0.1840 | 3.12E+00 | 2.11E+00 | 2.58E-01 | 2.45E-01 | 0.027 | 0.027 | 0.027 | 0.027 | DS
12/9 17:00 | -1634 | -2160 | 0.1016 | 0.1842 | 3.12E+00 | 2.11E+00 | 2.58E-01 | 2.45E-01 | 0.026 | 0.026 | 0.026 | 0.026 | DS
12/10 5:00 | -1709 | -2212 | 0.1016 | 0.1844 | 3.12E+00 | 2.09E+00 | 2.58E-01 | 2.45E-01 | 0.026 | 0.026 | 0.026 | 0.026 | DS
12/10 11:00 | -1717 | -2214 | 0.1016 | 0.1845 | 3.12E+00 | 2.09E+00 | 2.58E-01 | 2.44E-01 | 0.026 | 0.026 | 0.026 | 0.026 | DS
12/10 17:00 | -1715 | -2208 | 0.1016 | 0.1845 | 3.11E+00 | 2.09E+00 | 2.58E-01 | 2.44E-01 | 0.026 | 0.026 | 0.026 | 0.026 | DS
12/10 23:00 | -1714 | -2213 | 0.1016 | 0.1844 | 3.10E+00 | 2.09E+00 | 2.58E-01 | 2.44E-01 | 0.026 | 0.026 | 0.026 | 0.026 | DS
12/11 5:00 | -1724 | -2217 | 0.1015 | 0.1843 | 3.11E+00 | 2.09E+00 | 2.58E-01 | 2.44E-01 | 0.025 | 0.025 | 0.025 | 0.025 | DS