Fukushima Daiichi Nuclear Power Station Unit 1  Parameters of Water level and Pressure

[Note]
Some indicators might not be functioning properly beyond the normal condition for usage affected by the earthquake and subsequent events. We comprehensively evaluate situation in plants using all the available information from indicators and also focusing on trends, taking uncertainty of indicators into consideration.
<table>
<thead>
<tr>
<th>Date</th>
<th>reactor water level (fuel range)(A) (mm)</th>
<th>reactor water level (fuel range)(B) (mm)</th>
<th>A system/ reactor pressure (MPa)</th>
<th>B system/ reactor pressure (MPa)</th>
<th>D/W pressure (MPa abs)</th>
<th>S/C pressure (MPa abs)</th>
<th>CAMS D/W(A) (Sv/h)</th>
<th>CAMS D/W(B) (Sv/h)</th>
<th>CAMS S/C(A) (Sv/h)</th>
<th>CAMS S/C(B) (Sv/h)</th>
<th>note</th>
</tr>
</thead>
<tbody>
<tr>
<td>12/5 5:00</td>
<td>-1380</td>
<td>0.009</td>
<td>-</td>
<td>0.1175</td>
<td>0.083</td>
<td>1.00E-02</td>
<td>1.54E+01</td>
<td>6.60E-01</td>
<td>6.70E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/5 11:00</td>
<td>-1400</td>
<td>0.009</td>
<td>-</td>
<td>0.1179</td>
<td>0.083</td>
<td>1.00E-02</td>
<td>1.72E+01</td>
<td>6.60E-01</td>
<td>6.70E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/5 17:00</td>
<td>-1410</td>
<td>0.009</td>
<td>-</td>
<td>0.1181</td>
<td>0.083</td>
<td>1.00E-02</td>
<td>1.57E+01</td>
<td>6.60E-01</td>
<td>6.70E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/5 23:00</td>
<td>-1470</td>
<td>0.009</td>
<td>-</td>
<td>0.1187</td>
<td>0.083</td>
<td>1.00E-02</td>
<td>1.68E+01</td>
<td>6.60E-01</td>
<td>6.70E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/6 5:00</td>
<td>-1520</td>
<td>0.009</td>
<td>-</td>
<td>0.1193</td>
<td>0.083</td>
<td>1.00E-02</td>
<td>2.13E+01</td>
<td>6.60E-01</td>
<td>6.70E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/6 11:00</td>
<td>-1530</td>
<td>0.009</td>
<td>-</td>
<td>0.1197</td>
<td>0.084</td>
<td>1.00E-02</td>
<td>2.02E+01</td>
<td>6.60E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/6 17:00</td>
<td>-1520</td>
<td>0.009</td>
<td>-</td>
<td>0.1190</td>
<td>0.084</td>
<td>1.00E-02</td>
<td>1.50E+01</td>
<td>6.60E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/6 23:00</td>
<td>-1530</td>
<td>0.009</td>
<td>-</td>
<td>0.1193</td>
<td>0.084</td>
<td>1.00E-02</td>
<td>1.42E+01</td>
<td>6.60E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/7 5:00</td>
<td>-1520</td>
<td>0.009</td>
<td>-</td>
<td>0.1192</td>
<td>0.084</td>
<td>1.00E-02</td>
<td>1.43E+01</td>
<td>6.60E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/7 11:00</td>
<td>-1500</td>
<td>0.010</td>
<td>-</td>
<td>0.1192</td>
<td>0.084</td>
<td>1.00E-02</td>
<td>1.43E+01</td>
<td>6.60E-01</td>
<td>6.70E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/7 17:00</td>
<td>-1510</td>
<td>0.010</td>
<td>-</td>
<td>0.1193</td>
<td>0.084</td>
<td>1.00E-02</td>
<td>1.43E+01</td>
<td>6.60E-01</td>
<td>6.70E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/7 23:00</td>
<td>-1510</td>
<td>0.010</td>
<td>-</td>
<td>0.1192</td>
<td>0.085</td>
<td>1.00E-02</td>
<td>1.42E+01</td>
<td>6.60E-01</td>
<td>6.60E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/8 5:00</td>
<td>-1470</td>
<td>0.010</td>
<td>-</td>
<td>0.1185</td>
<td>0.084</td>
<td>1.00E-02</td>
<td>1.42E+01</td>
<td>6.60E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/8 11:00</td>
<td>-1330</td>
<td>0.007</td>
<td>-</td>
<td>0.1137</td>
<td>0.080</td>
<td>1.00E-02</td>
<td>1.51E+01</td>
<td>6.60E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/8 17:00</td>
<td>-1340</td>
<td>0.005</td>
<td>-</td>
<td>0.1116</td>
<td>0.079</td>
<td>1.00E-02</td>
<td>1.31E+01</td>
<td>6.60E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/8 23:00</td>
<td>-1300</td>
<td>0.005</td>
<td>-</td>
<td>0.1107</td>
<td>0.078</td>
<td>1.00E-02</td>
<td>1.88E+01</td>
<td>6.60E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/9 5:00</td>
<td>-1450</td>
<td>0.004</td>
<td>-</td>
<td>0.1062</td>
<td>0.079</td>
<td>1.00E-02</td>
<td>2.74E+01</td>
<td>6.60E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/9 11:00</td>
<td>-1430</td>
<td>0.004</td>
<td>-</td>
<td>0.1105</td>
<td>0.079</td>
<td>1.00E-02</td>
<td>1.90E+01</td>
<td>6.60E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/9 17:00</td>
<td>-1470</td>
<td>0.003</td>
<td>-</td>
<td>0.1107</td>
<td>0.079</td>
<td>1.00E-02</td>
<td>1.73E+01</td>
<td>6.60E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/9 23:00</td>
<td>-1490</td>
<td>0.003</td>
<td>-</td>
<td>0.1108</td>
<td>0.079</td>
<td>1.00E-02</td>
<td>1.66E+02</td>
<td>6.60E-01</td>
<td>6.70E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/10 5:00</td>
<td>-1490</td>
<td>0.003</td>
<td>-</td>
<td>0.1111</td>
<td>0.080</td>
<td>1.00E-02</td>
<td>2.25E+01</td>
<td>6.60E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/10 11:00</td>
<td>-1460</td>
<td>0.003</td>
<td>-</td>
<td>0.1107</td>
<td>0.081</td>
<td>1.00E-02</td>
<td>1.59E+02</td>
<td>6.70E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/10 17:00</td>
<td>-1490</td>
<td>0.003</td>
<td>-</td>
<td>0.1106</td>
<td>0.081</td>
<td>1.00E-02</td>
<td>1.60E+02</td>
<td>6.70E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/11 5:00</td>
<td>-1500</td>
<td>0.003</td>
<td>-</td>
<td>0.1102</td>
<td>0.081</td>
<td>1.00E-02</td>
<td>1.42E+01</td>
<td>6.70E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
<tr>
<td>12/11 11:00</td>
<td>-1500</td>
<td>0.003</td>
<td>-</td>
<td>0.1102</td>
<td>0.082</td>
<td>1.00E-02</td>
<td>1.32E+01</td>
<td>6.70E-01</td>
<td>6.80E-01</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

[Note] Some indicators might not be functioning properly beyond the normal condition for usage affected by the earthquake and subsequent events. We comprehensively evaluate situation in plants using all the available information from indicators and also focusing on trends, taking uncertainty of indicators into consideration.