Sampling Results Regarding the Water Leak at the Tanks in the H4 area in
Fukushima Daiichi Nuclear Power Station (South Water Outlet, Drainage Channel)

<Reference>
April 28, 2014

Tokyo Electric Power Company

Unit: Bg/L Unit: Bg/L
szﬁﬁlwvizgro ggzlit Point near the main Point near Fureal o ?;f: (r;’i)i(;:o "
Note 1 h Drainage channel C gate in the drainage Intersection in the immediately short of | Side ditch next to the
drai ("eahr € || OP3Bexit(C2) |7 oz o | drainage channel B the junction with the tank (X-2)
rainage channe channe (C-0) Note 2 (B-0-1) drainage channel C)
exit) (T-2)
(X-1)
Date of Sampling Apr 27, 2014 Apr 27, 2014 Date of Sampling Apr 27, 2014 Apr 27, 2014
Time of sampling 7:35 AM 7:45 AM Time of sampling 7:52 AM 7:53 AM
Cs-134(Approx. 2 years) ND(1.3) ND(16) Cs-134(Approx. 2 years) 22 ND(16)
Cs-137(Approx.30 years) ND(1.6) ND(24) Cs-137(Approx.30 years) 49 ND(26)
Gross 8 ND(19) ND(15) Gross 130 190

Note 1: Approx. 330m south from Unit 1-4 water outlet (T-2)

Note 2: Water inflow location of drainage channel to the tank area

*"ND" indicates that the measurement result is below the detection limit, and the detection limit of
each nuclide is provided in parentheses.

T-2
Seawater of the south water

* Sampling date is provided in parentheses. [ ]: 2013, < >: 2014

* The ducting is provided

in the dot line.

outlet
(near the drainage channel
exit)

C-2
Drainage channel C O.P.35
exit

<Reference> The Highest Dose Until the Previous Measurement Unit; Bg/L
Seawater of the south water X Point near the main gate in vag
outlet N (near the Dralnageeirila(rgzl)c OP.35 the drainage channel C N2 T | X'1_ ) )
drainage channel exit) (T-2) (C-0) i 5_1 4 o -l Ll LA "'; F"10Int Immedlatﬁlyhshgrt of
R L ! e .f the junction with the drainage|
Cs-134(Approx. 2 years) 3.5 (11/9) 45 (9/26) 20 <2/15> B ok sl “a 7I‘ channel C
Cs-137(Approx.30 years) 8.1 [9/15,11/9) 130 (9/26) 51 <2/15> i & B .l ” o st . X2
oo L : ’ < by, Side ditch next to the tank
Gross BB ND 2,500 [10/24) 120 <2/15> B g T I H | : 4+ vl 1IN A
. o T ' H4 north area
Unit: Bg/L | ’ 48 i ' L) * There is no outflow from the
Point near Fureai Side ditch next to the tank b‘ E" i l } i | . D B N ‘1 t sampling point X-1 an_d X-2 to the
Interseation in the drainage (point immediately short of | Side ditch next to the tank ¢ BT 18 Tank area '!1' 1t drainage ch_annel C, since they are
Note 2 the junction with the (X-2)  § e Ot f IR/, ¢ completely isolated from the
channel 8 777 B0 | drainage channel ¢) (x-1) Sk "'-1'..1 : BT F drainage channel C.
Cs-134(Approx. 2 years) 70 (9/4) 450 (10/4) 260 (11/10] F;f!‘ Ul P % ?
Cs-137(Approx.30 years) 190 (9/4] 990 (10/4) 530 (11/10] m v
Gross B 380 (9/2) 15,000 (10/2) 15,000 (10/14) ] T i

B-0-1
Point near Fureai Intersection in
the drainage channel B

C-0

Point near the main gate in

the drainage channel C




