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Operation Plan of the Water Treatment Facilities
Since the storage capacity of the RO concentrated water storage tanks will be 
tight due to the disuse of the underground reservoirs, the water treatment 
facilities will be operated as follows.

[Preconditions]
Reactor injection water amount : 408m3/d
Amount of water flowing into the buildings (groundwater, etc.): 400m3/d

[Operation of the water treatment facilities]
SARRY or KURION: Approx. 30-40m3/h
RO3 system (approx. 50m3/h) and RO recirculation (10-20m3/h）
RO concentrated water treatment by ALPS(A) system (150m3/d)

From March 30 to July 31: one system in operation
From August 1: two systems in operation
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[Tank storage]
1. RO concentrated water

The increase in RO concentrated water as a result of ALPS(A) and RO recirculation put in 
operation is estimated to be approx. 170m3/d. (Amount to be generated: 320m3/d, amount to 
be transferred to ALPS: 150m3/d)
Water is to be stored in H8 tank which is being installed (Total: 16,000m3).
Water is to be stored in G4 tank (Total: approx. 20,000m3) and G5 tank (Total: approx. 
20,000m3) to be additionally installed.

2. RO treated water
The increase in RO treated water as a result of the RO system and RO recirculation put in 
operation is estimated to be approx. 80m3/d. (Amount to be generated: 480m3/d, amount to 
be used for reactor injection: approx. 400m3/d)
Concentrated water will be stored in H9 tank while the treated water will be stored in the 
buffer tank (as reactor injection water).
Since the amount of RO treated water will increase as a result of RO recirculation, the RO 
treated water will be transferred to Units 1-4 CST to ensure the appropriate storage amount 
(Approx. 3,400m3).

3. ALPS treated water
The increase in ALPS treated water as a result of ALPS (one system) put in operation is 
estimated to be approx. 165m3/d. (with the chemical (10%) taken into account).
Water is to be stored in G3 area tank being installed (Total: 70,000m3).

Tank Storage Plan
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Locations for Installing Additional Tanks
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水バランスシミュレーション（淡水，H25/9末迄）
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淡水容量

淡水保有水量

実績値 シミュレーション
RO処理水、蒸発濃縮処理水の
タンク容量の合計値の予測

RO処理水、蒸発濃縮処理水の
保有水の合計値の予測

RO処理水：逆浸透膜装置処理水

・既設タンクに加えて、1号機～4号機の復水貯蔵タンク（CST）の容量を見込む

Water Balance Simulation (Freshwater, Until the End of September 2013)
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Simulated amount

35,000

30,000

25,000

20,000

15,000

10,000

40,000
Actual amount

The storage capacity of Units 1-4 condensate storage tanks (CST) is taken into
account in addition to the capacity of the existing tanks

Estimated total storage capacity of the  
RO treated water and the evaporative
concentration treated water 

Estimated total storage amount of the 
RO treated water and the evaporative
concentration treated water

RO treated water: Reverse osmosis
membrane apparatus treated water
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水バランスシミュレーション（RO濃縮水、H25 9/末迄）
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RO濃縮水容量

RO濃縮水保有水

実績値 シミュレーション値

タンク増設の前倒しに加え、多核種除去設備（ALPS）、逆浸透膜（RO）装置の運転管理を実施

地下貯水槽の容量を除いた
RO濃縮水貯蔵容量の予測

地下貯水槽の保有水を除いた
RO濃縮水保有水量の予測

RO濃縮水：逆浸透膜装置濃縮水 ⑰

⑯
⑮

⑭

⑬

⑫⑪

⑩
⑨⑧

⑦⑥⑤
④

③
②①

設置予定日設置エリア容量（m3）
① 4月中旬 H8 3000
② 4月下旬 H8 2000
③ 5月下旬 H8 2000
④ 6月上旬 C,H8 3000
⑤ 6月中旬 C 1000
⑥ 6月中旬 C 1000
⑦ 6月下旬 C,H8 4000
⑧ 6月下旬 C 1000
⑨ 6月下旬 C,G4 6000
⑩ 7月上旬 H8 2000
⑪ 7月中旬 C,G4 6000
⑫ 7月下旬 H8 2000
⑬ 7月下旬 C,G4 7000
⑭ 8月中旬 C,G4 5000
⑮ 8月下旬 G4,G5 7000
⑯ 9月中旬 G5 3000
⑰ 9月下旬 G5 4000

Operation management of the multi-nuclide removal equipment (ALPS) and the 
reverse osmosis membrane (RO) system will be performed in addition to the 
installation of additional tanks to be implemented ahead of schedule.

RO concentrated 
water storage capacity 

RO concentrated water 
amount currently stored 

Estimated storage capacity of the
RO concentrated water excluding
the capacity of the underground reservoirs 

Estimated storage amount of the RO 
concentrated water excluding the storage
amount of the underground reservoirs 

Water Balance Simulation (RO Concentrated Water, Until the End of September 2013)
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290,000

280,000

250,000

240,000

210,000

200,000
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Actual amount

270,000

260,000

230,000

220,000

RO treated water: Concentrated water 
generated in the reverse osmosis
membrane system



8

水バランスシミュレーション（ALPS処理水，H25/9末迄）
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実績値 シミュレーション

地下貯水槽の容量を除いた
ALPS処理水貯蔵容量の予測

ALPS処理水保有水量の予測

ALPS処理水：多核種除去設備処理水

⑩

⑨

⑧

⑦

⑥
⑤④

③

②

①

設置予定日 設置エリア 容量（m3）

① 4月中旬 G3 5000
② 4月下旬 G3 5000
③ 4月下旬 G3 5000
④ 5月下旬 G3 1000
⑤ 5月下旬 G3 4000
⑥ 6月中旬 G3 4000
⑦ 6月下旬 G3 17000
⑧ 7月下旬 G3 10000
⑨ 8月下旬 G3 13000
⑩ 9月下旬 G3 6000

Water Balance Simulation (ALPS Treated Water, Until the End of September 2013)
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90,000
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10,000

0

100,000

Actual amount

70,000

60,000

30,000

20,000

ALPS treated water: Water treated by the 
multi-nuclide removal equipment

ALPS treated water 
storage capacity 
ALPS treated water 
amount currently stored 

Estimated storage capacity of the
ALPS treated water excluding
the capacity of the underground 
reservoirs 

Estimated storage amount of the ALPS
treated water excluding the storage
amount of the underground reservoirs 



9

タンク総容量と保有水予想の比較
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実績値 シミュレーション値

地下貯水槽の容量を除いた
タンクの総貯蔵容量の予測

地下貯水槽の保有水を除いた
タンクの総保有水量の予測

Comparison of the total tank storage capacity and the estimated storage amount
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the underground reservoirs 

Estimated total storage amount of the 
tanks excluding the storage amount of 
the underground reservoirs Total storage 

capacity of the tanks

Total amount currently 
stored in the tanks 



Usage of the Filtrate Water Tank in Response
to the Disuse of the Underground Reservoirs
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Filtrate Water Tank Specifications

Capacity: 8,000m3

4,600m3 of the RO concentrated water in the 
underground reservoir 1 will be stored.

Number of units: 2
One of them will be used for storing the RO 
concentrated water. The other one will be used as 
a backup water source for reactor water injection.

Thickness: 7mm (top) - 18mm (bottom)

Status of usage
No damage or leakage was found with the tanks 
due to the earthquake occurred on March 11, 
2011. Since part of the side plate was found to be 
deformed, a soundness evaluation was performed. 
The tanks are currently in use with the storage 
limit of 60% to ensure safety.

写真

4/16に撮影予定

t : 18mm

t : 12mm

t : 10mm

t : 8mm

t : 7mm

t : 7mm

Water level: 
4600m3
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Filtrate Water Tank No.1 Inspection Results

Trace of the drain pipe 
touching the bottom plate

Filtrate water tank No.1

Corrosion of the 
spare nozzle flange

Paint bubbles in 
some locations of 
the bottom plate

Paint coming off of 
the bottom plate

Paint cracks along 
almost all circumference

Paint bubbles in some 
locations of the side surface
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Underground reservoir No.1

H8

G3/G4/G5

H2

G6

Filtrate water tank

4,600m3
Ｐ

Ｐ

The following measures have 
been implemented for the flanges 
installed on the pressure hose:
- Clamp installed for fall-out 
prevention
- Protection implemented to 
prevent the expansion of 
contaminated water leakage.
- Receiving pan installation

Method of Water Transfer from the Underground Reservoir No.1 to the 
Filtrate Water Tank

South side area 
of the site

: Steel tank

: Underground reservoir

: Circulatory water injection line

: Area planned for the 
installation of additional tanks 

: Area being considered for
the installation of additional tanks 

: No.1→Filtrate water tank transfer line

No.1 Filtrate water tank

Underground reservoir No.1

Flow

Main Anti-
earthquake 

Building

U
ni

t 4

U
ni

t 3

U
ni

t 2

U
ni

t 1

：Permanent pump

：Temporary pressure hose (approx. 500m) 

：Permanent PE pipe (Valve unit installed 
on the upper part of the reservoir)
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Thickness evaluation
Though the tanks were not originally made in accordance with the design and construction standards 
considering that filtrate water is stored. However, as a result of thickness evaluation based on the design 
and construction standards, it has been confirmed that the tanks are capable of withstanding internal 
pressure. The evaluation was done assuming the planned storage amount (4,600m3).

t: Thickness required for trunk calculation, Di: Inner diameter of the trunk, H: Water head,
ρ: Specific gravity, S: Allowable tensile stress of material at the maximum temperature,
η: longitudinal joint efficiency

Seismic capacity evaluation (Fall evaluation)
The tank was evaluated as a “B class facility” considering that RO concentrated water is to be stored. As a 
result of comparing the overturning moment due to earthquake and the stability moment under its own 
weight, it has been confirmed that the tank will not fall over.

Overturning moment due to earthquake: M1[N・m]=m x g x CH x H
Stability moment under its own weight: M2[N・m]=m x g x L

86.0*2Thickness (fourth level from the bottom*1)

187.3Thickness (bottom part)Filtrate water 
tank

Actual thickness 
[mm]

Required 
thickness [mm]Parts evaluatedEquipment *1 Estimated water level

*2 Inner diameter taken into 
account

6.1×1059.2×1040.36Filtrate water tank

Stability moment 
M2 [kN･m]

Overturning moment
M1 [kN･m]

Horizontal seismic 
coefficientEquipment

Structural Strength and Seismic Capacity (1)

η

ρ

0.204S
DiHt 

m: Equipment mass
H: Distance from the installation surface 
to the center of gravity
L: Distance from the tipping point to the 
center of gravity
CH: Horizontal seismic coefficient
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Corrosion
As the uniform corrosion rate of carbon steel under standing water at normal 
temperature is about 0.1 mm/year, there is little possibility of thickness reduction 
which affects the structural strength.

*Source: Page 28 of “Zairyo Kankyogaku Nyumon” (1983) by the Japan Society of Corrosion Engineering

Structural Strength and Seismic Capacity (2)

Carbon steel

Low-alloy steel

Copper

Zn plate

304 copper

Cathodic protection

In the soil
Macrocell corrosionUniform corrosion 

maximum rate

Regular rate in seawater

Deaeration, neutral to alkaline water

Statue of Liberty Pitting corrosion

Miyake Island

Pitting corrosion

Industrial zone
Anti-corrosion steel Common steel

Coast

Maximum rate in the atmosphere

Maximum rate in the atmosphere

Crevice corrosion

Passive state
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Operation Management Based on the Inspection Results (1)

Since paint peeling and deformation were found inside the filtrate water tank as a result of 
inspection, the following measures will be implemented before the water transfer from the 
underground reservoirs and during water storage.

Before water transfer
 For the areas with paint damages, the paint will be removed and repaired.
 For the corroded flanges, the flange surface will be cleaned and leakage prevention measure using 

repairing materials will be implemented.
 Detailed visual inspection and soundness evaluation will be performed on the areas with deformation.

During water storage
 Though it is considered that there is no problem with the soundness of the filtrate water tanks since no 

leakage has been found (filtrate water is currently stored in the tanks), the period in which RO 
concentrated water is stored in the tanks will be kept short. Once there is a sufficient amount of storage 
capacity of the RO concentrated water tanks with additional tanks are installed and multiple systems of the 
multi-nuclide removal equipment in operation, the water will be transferred back to the RO concentrated 
water tanks.

 A closure flange will be installed on the water intake to prevent leakage due to incorrect operation.
 Repairing equipment/materials will be prepared to allow for urgent repair in the case of leakage.
 Water level monitoring and patrol inspection will be performed for the purpose of monitoring for leakage.
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Tank

Dam (steel plate, 
newly constructed)

Water proof caulking 
(Newly installed)

 Considering that the filtrate tanks are welded structures, there is little 
possibility of leakage. However, a dam will be constructed around the 
tanks to ensure safety in the case of leakage.

Dam to prevent leakage expansion (Draft)

Operation Management Based on the Inspection Results (2)

Ground

AsphaltConcrete (circumferential foundation)
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[Reference] Water Transfer from the Underground Reservoirs

No.5
(2,000m3)

Present status

3,000m3

0m3

0m3

No.6
(10,000m3)

No.4
(4,000m3)

No.7
(4,000m3)

No.3
(11,000m3)

No.2
(14,000m3)

No.1
(13,000m3)

6,200m3

900m3

8,400m3

7,500m3

Priority measures (1)
(Apr 14 - Golden Week in May)

H2
tank

1,600m3

900m3

Filtrate
Water
tank

4,600m3

Priority measures (2)
(Late May -)

G6
tank

(19,000m3)
15,900m3

Being transferred from the 
underground reservoir 

No.2 to the H2 tank

12

(Receiving completed at 12:47 PM on April 9)

(Transfer completed at 1:06 PM on April 11)

(Receiving completed at 3:06 PM on April 14)

(Transfer completed at 3:06 PM on April 14)

Leakage was found

Leakage was found

A small amount of 
leakage was suspected


