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Condition of the Prior Confirmation Toward Inside Investigation of Unit 2 PCV (1)

The stick which had been 
pushed into the PCV at first 
entry (January, 2012)

On July 31, 2013, status inside the PCV such as the condition of obstacles was 
confirmed toward inside investigation of Unit 2 PCV. 
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Joint part of a guide pipe

Disconnected cable

Condition of the Prior Confirmation Toward Inside Investigation of Unit 2 PCV (2)
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CRD terminal 
box

Steel which was 
considered to be 
interfered with 
the investigation 
in March 2013

CRD replacement rail

Access route when the 
CRD replacement rail was 
inspected

Disconnected guide 
pipe

Condition of the Prior Confirmation Toward Inside Investigation of Unit 2 PCV (3)


