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Measurement Results of Water Level at Unit 2 Seaside Trench in Fukushima Daiichi Nuclear Power Station
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(Unit 2 A) (Unit 2 B1-1) (Unit 2 B1-2) (Unit 2 B2)
Date of Water level Date of Water level Date of Water level Date of Water level
measurement (OP) measurement (OP) measurement (OP) measurement (OP)
Jul 31, 2013 3,045 Jul 31, 2013 3,180

(Note) Water level was calculated by subtracting the water level from OP4,000, which is set to be the standard. (Unit: mm)




