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[Sampling area: Groundwater of lower permeable layer (alternate layer)]

○Samplings are conducted in new observation holes, for the purpose of checking the quality 
of water of the lower permeable layer (the second permeable layer) on the east of the 
turbine building.

○Radioactive material was found in the water sampled in the previous analysis, and the 
quality of water of the lower permeable layer is not clear yet. Therefore, several analyses 
will be conducted in the middle of January. 

○The results of samplings are as follows.
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*1 The monitoring will be continued at H25J④ because Sr-90 was found here.

- Under lined numbers are new and obtained in this analysis.[Unit for radioactive material density: Bq/L]○ Analysis results

*2 On the sampling on December 3, the turbidity level did not meet the minimal required value. The sampling was continued  on the condition, but radioactive 
materials were detected. 

*3 On December 10, the sampling was conducted again with a method to lower the turbidity level, however the turbidity did not meet the minimal required level. 
We conducted samplings again after filtering the sampling water obtained on December 10, but radioactive materials were detected from both samplings.


