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○Water level

Water in the pit was sampled on September 12, 2016, and the analysis results are as 
follows.

・Water level: approx. 60cm (0.6㎥）
・Measurement results of the water level in the pit
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Item Gross β Cs-134 Cs-137
Unit Bq/L Bq/L Bq/L

Measurement value 6.0×107 8.3×106 5.2×107

Water level was measured on September 9, 2016 by inserting water gauge from the opening 
of the pit cover access panel. 

○Water quality

・Analysis results of the water in the pit (September 9, 2016)
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