
Results of Soundness Test of Fuel Pool Cooling and Filtering System of Unit4, 
Fukushima Daiichi Nuclear Power Station

10:05-10:40, July 6
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We connected a temporary water-supply line to the pipes of fuel pool cooling and filtering system 
(FPC-68) and let air and water into it. We confirmed the soundness of the pipes.
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Pipes of “FPC-8” and “FPC-68”of Fuel 
Pool Cooling and Filtering System on 4th

floor of Reactor Building had been damaged.
→ Fixed the line of FPC-68
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