
<material for reference>
October 31, 2011

Tokyo Electric Power Company

Treated accumulated water from Unit 5 and 6 
currently used for water spraying in the site

*Sampling date
At 10:00 am, October 22, 2011 6 x 1 liter container

* Result of nuclide analysis (main 3 nuclides) of sampled water (for drink)

Unit: Bq / cm3

Iodine 131 Cesium134 Cesium137

Date of analysis 10/22 10/22 10/22

RO 
treated 
water

Radioactivity 
concentration

ND ND ND

Detection limit 9.0×10-4 1.3×10-3 1.4×10-3

Bathing beach threshold 3.0×10-2 5.0×10-2

(2 nuclides in total)

(reference)
WHO threshold

1.0×10-2 1.0×10-2 1.0×10-2

Tritium All α nuclide All β nuclide Strontium 89, 90

10/14 10/14 10/14 9/27

2.6×100 ＮＤ ＮＤ ＮＤ

1.0×10-1 3.2×10-3 2.1×10-2 89：8.4×10-5

90：4.8×10-5

1.0×10+1 5.0×10-4 1.0×10-3 89：1.0×10-1

90：1.0×10-2

<reference>



* Sampling (picture taken by TEPCO on October 22, 2011)

・container 1: sampling ・container 2: sampling



・container 3: sampling ・container 4: sampling



・container 5: sampling ・container 6: sampling
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