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HVH-C
HVH-D
VH-E

Change of containment atmospheric temperature at Unit 1
Fukushima Daiichi Nuclear Power Station

（Change of 11:00 am temperature from 12/22/2011 to 1/6/2012）

12/26 13:22
N2 13→8m

3/h
12/22 10:35
N2 18→13m

3/h
12/28 11:00
N2 8→18m

3/h

January 6, 2012
Tokyo Electric Power Company

※HVH：Air conditioning unit

［℃］
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Height image for major equipments in PCV


