
Floor surface: Approx. OP.-300

OP.6271

Atmosphere dose 
rate: 0.03mSv/h

OP.6723

OP.6266

Water level: OP.5006
(Depth: Approx. 5.3m)

OP.3561

Cross-section

Accumulated water amount
Approx. 830m3 in the entire building (estimate)

Property of the accumulated water
Groundwater or rainwater

Sampling result (Sum of all γ nuclides, unit: Bq/cm3）
-Spent Sludge Storage Tank Room: 1.2×100

-Spent Resin Storage Tank Room: 3.1×10-1
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The Accumulated Water Found at Unit 2 Radioactive Waste Underground
Storage Facility (Newly Established) at Fukushima Daiichi Nuclear Power Station
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Water flow 
is estimated

Water level:
Approx. OP. 3200

Inflow water amount: 
a drop every 2 sec.
≒ 20L/Day

Water level: OP.5001
(Depth: Approx. 5.3m)



1. Location where water flow was confirmed on
Unit 2 Offgas Pipe Duct

2. North Wall of the Spent Resin Storage Tank Room

Photos taken by TEPCO on June 6, 2012




