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添付資料－１３－６ 

５号機ＳＦＰの状況調査 

 

１．ＳＦＰの状況 

３月１１日時点で、福島第一原子力発電所５号機のＳＦＰには、使用済燃料

９４６体、新燃料４８体が貯蔵されていた。また、崩壊熱は３月１１日の時点

で１.０１ＭＷ、６月１１日の時点で０.７６ＭＷと評価されている。５号機の

ＳＦＰに貯蔵されていた燃料体数を表１３－６－１に示す。 

３月１１日１４時４６分に発生した東北地方太平洋沖地震により引き起こさ

れた津波の襲来により、全交流電源が喪失しＳＷポンプも機能を喪失したため、

ＳＦＰの冷却機能及び補給水機能が喪失した。 

ＳＦＰの水温は上昇を続けたが、３月１９日５時００分にＲＨＲポンプを手

動起動し、非常時熱負荷モードでＳＦＰ冷却を開始したことで水温の上昇は最

大６８．８℃に留まり、冷却開始後は安定した冷却状態を維持することが出来

るようになった。ＲＨＲは、炉内の燃料の冷却にも使用するため、系統を切り

替えながら運用し、ＳＦＰプール水温は冷却系の切り替え時には上昇し、３０

～５０℃程度の間を推移してきた。 

なお、６月２５日からは、ＦＰＣによる冷却が出来るようになったことで、

より安定した冷却状態を維持できるようになり、ＳＦＰ水温は３０℃程度で安

定している。 

表１３－６－１ ５号機のＳＦＰに貯蔵されていた燃料体数 

８X８ ２７ 

STEP２ ４８７ 

STEP３-B ４３２ 

使用済み計 ９４６ 

新燃料(STEP３-B) ４８ 

燃料合計 ９９４ 
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S= 3cm = 7.07 10-4(m2)
L = 0.65 ( m ) 
h = 0.75 ( m ) 
g=9.8 ( m/s2 )
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250  0 0 0 0 0 0 0 0 0 
200 250  0 0 0 0 0 0 0 0 0 
150 200  6 3 9 0 0 0 0 0 0 
100 150  22 8 30 0 0 0 0 0 0 
50 100  107 55 162 0 2 2 0 0 0 
20 50  268 144 412 6 50 56 2 17 19 
10 20  560 324 884 22 248 270 8 130 138 
10  691 1,566 2,257 606 2,755 3,361 268 2,784 3,052 

 1,654 2,100 3,754 634 3,055 3,689 278 2,931 3,209 
 182.3 199.4 199.4 42.7 65.9 65.9 24.6 41.6 41.6 
 19.0 9.1 13.5 2.1 3.3 3.1 2.4 2.7 2.6 
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250  5 0 5 0 0 0 0 0 0 
200 250  1 0 1 0 0 0 0 0 0 
150 200  1 0 1 0 0 0 0 0 0 
100 150  5 0 5 0 0 0 0 0 0 
50 100  36 43 79 0 0 0 0 0 0 
20 50  180 76 256 0 2 2 0 0 0 
10 20  395 252 647 1 38 39 0 1 1 
10  1,029 1,692 2,721 633 2,789 3,422 278 2,442 2,720 

 1,652 2,063 3,715 634 2,829 3,463 278 2,443 2,721 
 590.0 98.5 590.0 18.8 41.8 41.8 9.4 10.1 10.1 
 12.0 6.3 8.9 0.3 0.8 0.7 0.2 0.2 0.2 

 

   
 

      

250  6 0 6 0 0 0 0 0 0 
200 250  0 2 2 0 0 0 0 0 0 
150 200  12 2 14 0 0 0 0 0 0 
100 150  66 15 81 0 0 0 0 0 0 
50 100  190 113 303 0 3 3 0 0 0 
20 50  522 325 847 9 77 86 2 18 20 
10 20  505 486 991 21 289 310 8 140 148 
10  351 1,120 1,471 604 2,460 3,064 268 2,285 2,553 

 1,652 2,063 3,715 634 2,829 3,463 278 2,443 2,721 
 670.4 238.4 670.4 45.6 69.3 69.3 24.8 41.6 41.6 
 31.0 15.5 22.4 2.3 4.3 3.9 2.5 3.2 3.1 
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AO   Air Operated Valve  

 
 
APD  Alarm Pocket Dosimeter  

 
 
CCS  Containment Cooling Spray System  

 
 

 
 

 
 
CRD  Control Rod Drive  

 

 
 
CS  Core Spray System  



 

 
 
D/D FP  Diesel Driven Fire Pump  

 
 

 
D/W Dry-well  

 
 
FCS Flammability Control System  

LOCA  
 

 
 
FP  Fire Protection System  

 
 

 
FPC Fuel Pool Cooling and Filtering System  

 
 

HPCI  High Pressure Coolant Injection System  

 



 

 
/

 
 

HPCS  High Pressure Core Spray System  
 
 

 

High Pressure Core 
Flooder System  
 
IA  Instrument Air-System  

 
 
IC  Isolation Condenser  

 
 
ITV  Industrial Television  

 
 
M/C  Metal-Clad Switch Gear  



 

 
 
MCC  Motor Control Center  

 
 
MO   Motor Operated Valve   

 
 
MP  Monitoring Post  

 
 
MSIV  Main Steam Isolation Valve  

 
 
MUWC  Make-Up Water System (Condensate)  

 

 / )  
 

P/C  Power Center  



 

 
 
PCV  Primary Containment Vessel  

10

 
 
P&ID  Piping and Instrumentation Diagram  

 
 
R/B  Reactor Building  

 
 
RCIC Reactor Core Isolation Cooling System  

11

/  
 
RHR  Residual Heat Removal System  

12



 

 
(1)  
(2)  ( ) 
(3)  
(4)  
(5)  

 
RHRS  RHR Sea Water System  

13

 
 
RPS  Reactor Protection System   

 
 
RPV  Reactor Pressure Vessel   

14
 

 
S/B  Service Building  

 
 
S/C Suppression Chamber Suppression Pool   

15



 

 
 
SHC  Shut Down Cooling System  

 
 

 

 
 
SLC  Stand by Liquid Control System  

16

 
 
SRV  Safety Relief Valve  

17

ECCS Emergency Core Cooling 
System ADS Automatic Depressurization 
System  

 
TAF  Top of Active Fuel  

 
 

T/B  Turbine Building  
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