Fukushima Daiichi Nuclear Power Station Unit2 Parameters of Temperature (Typical Points)
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Fukushima Daiichi Nuclear Power Station Unit2 Parameters of Temperature

[Note]

Some indicators might not be functioning properly beyond the normal condition for usage affected by the earthquake and subsequent events.
We comprehensively evaluate situation in plants using all the available information from indicators and also focusing on trends, taking uncertainty of indicators into consideration.

Main Steam

Safety Relief Valve | 1 |-tion Valve | Feedwater Nozzle | GRD Housing |RPV Bottom Part (Wall] RPV Supporting Skirt | RPV Drain Pipe | 0/W HVH Retun| gy, Reactor | 56 Pool | $/G Pool
Date Leakage Detector Leakage Detector N-4B Upper Part Above Bottom Head) Upper Part Upper Part Air Duct Bellows Air Supression Water A Water B note
RV-2-71A i% s PP PP PP (HVH-16A) Chamber Gas
6/22 2:00 114.2 61.9 107.5 566.3 107.1 107.6 106.8 100.0 39.0 82.0 594 59.4
6/22 5:00 114.7 61.9 107.4 566.3 108.4 102.3 107.2 100.0 42.0 82.0 59.3 59.3
6/22 8:00 114.2 61.9 107.4 566.3 108.0 108.8 107.1 100.0 48.0 82.0 59.3 59.3
6/22 11:00 1143 61.8 107.4 566.4 107.2 101.9 107.0 100.0 45.0 82.0 59.2 59.2
6/22 14:00 1135 62.0 107.5 566.4 107.7 108.6 107.5 100.0 47.0 82.0 59.1 59.1
6/22 17:00 114.6 62.0 107.6 566.4 109.5 109.8 107.3 100.0 45.0 82.0 59.1 59.1
6/22 20:00 114.8 62.0 107.7 566.4 108.4 110.3 106.8 100.0 46.0 82.0 59.0 59.0
6/22 23:00 114.8 62.1 107.5 566.5 108.5 103.9 106.7 100.0 48.0 82.0 59.0 59.0
6/23 2:00 114.0 62.1 107.7 566.5 108.0 109.9 105.4 100.0 49.0 82.0 58.9 58.9
6/23 5:00 114.5 62.1 107.7 566.5 107.2 108.5 105.5 100.0 48.0 82.0 58.8 58.8
6/23 8:00 114.8 62.1 107.8 566.6 107.3 107.3 104.7 100.0 50.0 82.0 58.8 58.8
6/23 11:00 1144 62.1 107.9 566.6 107.8 108.3 104.9 100.0 53.0 82.0 58.7 58.7
6/23 14:00 114.6 62.0 108.0 566.6 107.6 109.1 105.1 100.0 52.0 82.0 58.7 58.7
6/23 17:00 1143 62.0 108.3 566.6 107.8 110.1 104.9 100.0 55.0 83.0 58.6 58.6
6/23 20:00 114.2 62.1 108.2 566.7 108.1 109.5 105.3 100.0 54.0 83.0 58.6 58.6
6/23 23:00 114.9 62.1 108.3 566.7 108.1 110.1 104.6 100.0 55.0 83.0 58.5 58.5
6/24 2:00 114.7 62.2 108.3 566.5 107.8 109.4 104.2 100.0 55.0 83.0 58.5 58.5
6/24 5:00 114.8 62.2 108.3 566.3 108.4 1109 104.5 100.0 49.0 83.0 58.5 58.5
6/24 8:00 114.7 62.2 108.4 566.2 111.2 108.8 104.4 100.0 84.0 58.6 58.6
6/24 11:00 114.7 62.1 108.5 566.2 110.1 114.6 104.4 100.0 84.0 58.6 58.7
6/24 14:00 114.7 62.0 108.6 566.2 109.1 100.6 104.6 100.0 84.0 58.7 58.8
6/24 17:00 114.7 62.2 108.7 566.1 108.3 99.4 103.7 100.0 84.0 58.8 58.8
6/24 20:00 1153 62.3 108.8 566.1 108.5 108.3 103.3 101.0 84.0 58.9 58.9
6/24 23:00 114.7 62.3 108.9 566.0 108.4 108.6 102.9 102.0 85.0 58.9 58.9
6/25 2:00 115.8 62.4 108.8 566.0 108.3 109.2 102.8 101.0 85.0 58.9 59.0
6/25 5:00 1154 62.3 109.0 565.9 108.6 100.5 102.6 100.0 85.0 59.0 59.0
6/25 8:00 116.0 62.3 109.1 565.9 107.6 107.1 104.3 100.0 85.0 59.0 59.0
6/25 11:00 115.5 62.2 109.1 565.9 107.9 106.9 104.3 100.0 85.0 59.0 59.1
6/25 14:00 115.6 62.2 109.0 565.8 107.4 106.9 104.0 100.0 85.0 59.0 59.1
6/25 17:00 1159 62.2 109.0 565.8 108.6 109.8 103.6 100.0 85.0 59.1 59.1
6/25 20:00 115.9 62.2 109.1 565.8 107.9 107.5 104.1 100.0 85.0 59.1 59.1
6/25 23:00 115.6 62.2 109.2 565.8 108.2 109.2 103.9 100.0 85.0 59.1 59.1
6/26 2:00 115.9 62.1 109.3 565.7 119.1 107.9 104.3 100.0 85.0 59.1 59.1
6/26 5:00 1153 62.0 109.4 565.7 119.1 108.1 104.1 100.0 85.0 59.1 59.1
6/26 8:00 116.4 61.9 109.4 565.7 118.8 110.0 104.7 100.0 85.0 59.1 59.1
6/26 11:00 116.3 61.9 109.6 565.7 121.7 108.4 104.4 100.0 85.0 59.1 59.1
6/26 14:00 116.6 61.8 109.5 565.6 121.4 108.7 103.7 100.0 85.0 59.1 59.1
6/26 17:00 116.5 61.8 109.6 565.6 120.3 109.7 104.4 100.0 85.0 59.1 59.1
6/26 20:00 116.2 61.8 109.6 565.6 120.6 109.4 104.0 100.0 85.0 59.1 59.1
6/26 23:00 116.7 61.8 109.7 565.6 118.4 108.3 104.1 99.0 84.0 59.0 59.1
6/27 2:00 116.2 61.8 109.7 565.6 119.4 110.6 104.2 100.0 84.0 59.0 59.1
6/27 5:00 116.5 61.7 109.7 565.6 118.9 1105 103.9 100.0 84.0 59.0 59.0
6/27 7:30 116.5 61.7 109.7 565.6 119.5 108.9 104.2 100.0 84.0 59.0 59.0
6/27 8:00 Not avgilable due to changeover
of station power source
6/27 11:00 Not avlailable due to changeover
of station power source
6/27 14:00 Not avgilable due to changeover
of station power source
/27 15:30 6.7 60.3 09.8 565.3 .9 10.2 03.7 00.0 4.0 58.9 58.9
/27 17:00 7.0 60.6 09.7 565.5 .8 09.6 03.8 00.0 5.0 59.0 58.9
/27 20:00 6.5 0 09.8 565.6 .3 08.5 03.7 00.0 5.0 59.2 59.0
/27 23:00 6.8 2 09.7 565.6 .3 09.4 03.8 00.0 5.0 59.0 59.0
/28 2:00 6.7 3 09.7 565.6 .6 08.0 03.6 00.0 5.0 59.0 59.0
/28 5:00 6.5 4 09.7 565.5 4.1 03.4 03.5 00.0 5.0 59.0 59.1
measurement measuremen
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malfunction instrument
malfunction
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