
Fukushima Daiichi Nuclear Power Station Unit3　Parameters of Temperature （Typical Points）
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[Note]
Some indicators might not be functioning properly beyond the normal
condition for usage affected by the earthquake and subsequent events.
We comprehensively evaluate situation in plants using all the available
information from indicators and also focusing on trends, taking uncertainty
of indicators into consideration.
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7/1 2:00 154.3 129.8 148.0 125.6 149.1 143.3 181.2 115.3 64 164.7 168.7 47.0 47.2
7/1 5:00 154.3 129.9 148.1 125.2 152.2 142.3 181.7 116.4 63.6 164.4 168.6 47.0 47.2
7/1 8:00 154.2 130.0 147.6 125.1 149.0 142.4 182.4 116.7 63.4 164.8 168.1 47.0 47.2
7/1 11:00 154.3 130.5 147.0 125.0 146.2 142.7 182.3 116.7 63.5 165.4 167.9 47.0 47.2
7/1 14:00 154.2 130.7 146.7 124.5 146.5 142.2 182.0 116.7 63.5 166.3 167.4 47.0 47.2
7/1 17:00 154.3 130.7 145.9 124.1 146.8 141.5 181.2 116.3 63.4 166.1 167.0 47.0 47.2
7/1 20:00 154.1 130.5 145.8 123.8 148.3 141.8 182.1 116.5 63.3 165.8 166.5 47.0 47.1
7/1 23:00 154.0 130.5 145.6 123.8 148.9 141.2 183.0 116.5 63.4 165.9 166.5 47.0 47.1
7/2 2:00 153.9 130.5 145.4 123.4 150.2 141.3 182.1 116.3 63.3 166.1 166.3 47.0 47.1
7/2 5:00 153.6 130.5 145.3 123.8 149.5 141.2 183.7 115.8 63.3 164.9 166.4 47.0 47.1
7/2 8:00 153.7 130.5 145.0 123.8 148.3 143.0 183.8 116.6 63.3 164.6 166.2 47.0 47.1
7/2 11:00 153.6 130.5 144.9 123.5 149.2 142.4 182.8 117.4 63.3 164.6 166.8 47.0 47.1
7/2 14:00 153.9 130.4 144.3 123.8 153.4 142.4 182.5 117.2 63.3 165.1 168.0 47.0 47.1
7/2 17:00 153.6 130.4 143.9 123.9 153.1 142.0 182.9 117.0 63.4 167.4 166.1 47.0 47.1
7/2 20:00 153.8 130.3 143.5 124.0 152.4 142.0 182.8 117.1 63.4 164.4 164.7 47.0 47.1
7/2 23:00 153.5 130.1 143.2 123.9 152.3 142.4 182.8 117.1 63.4 164.4 164.4 47.0 47.1
7/3 2:00 154.0 130.0 142.9 123.9 152.7 142.1 183.1 116.9 63.4 165.0 164.7 47.0 47.1
7/3 5:00 153.4 129.8 142.4 123.8 152.7 142.3 182.4 116.8 63.3 165.1 164.7 47.0 47.1
7/3 8:00 153.2 130.0 142.1 123.3 152.0 142.2 182.8 116.9 63.4 164.3 165.6 47.0 47.1
7/3 11:00 146.4 130.0 142.7 122.8 148.4 142.2 182.2 117.3 63.5 164.1 165.6 47.0 47.1
7/3 14:00 146.3 130.0 141.9 122.4 146.1 141.5 181.9 117.5 63.5 164.0 165.0 47.0 47.1
7/3 17:00 146.7 129.9 141.6 122.3 146.1 141.1 181.4 117.3 63.5 163.3 165.0 47.0 47.1
7/3 20:00 146.6 129.8 141.3 122.1 145.8 141.0 180.8 117.1 63.5 163.4 163.9 47.0 47.1
7/3 23:00 146.6 129.8 141.2 121.9 146.6 140.7 181.0 116.8 63.4 162.6 163.4 47.0 47.1
7/4 2:00 146.4 129.5 140.6 122.0 147.7 140.4 180.1 117.1 63.5 162.8 164.0 47.0 47.1
7/4 5:00 146.4 129.5 140.3 121.6 149.1 140.4 179.5 116.9 63.5 163.0 164.2 47.0 47.1
7/4 8:00 149.2 129.3 140.0 121.7 148.8 139.9 178.8 116.6 63.5 163.4 164.1 47.0 47.1
7/4 11:00 149.3 129.1 139.7 121.3 146.2 139.2 176.5 116.2 63.5 163.0 164.3 47.0 47.1
7/4 14:00 149.7 128.9 139.6 121.3 143.6 138.8 176.4 116.1 64.1 163.0 161.8 47.0 47.1
7/4 17:00 149.5 128.9 140.1 121.3 143.4 137.4 176.6 116.1 64 162.8 161.0 47.0 47.1
7/4 20:00 149.7 128.8 140.6 120.9 143.1 136.8 178.4 116.2 64.1 162.3 160.5 47.0 47.1
7/4 23:00 150.4 128.9 141.5 121.1 142.2 136.7 172.6 114.7 63.7 162.5 161.1 47.0 47.1
7/5 2:00 150.7 128.9 142.4 121.4 141.5 136.8 162.4 115.3 63.5 163.0 161.9 47.0 47.1
7/5 5:00 151.5 129.0 142.9 121.4 141.8 137.0 155.2 114.4 63.5 163.3 161.7 47.0 47.1
7/5 8:00 151.3 129.0 143.6 121.3 142.5 136.8 153.9 113.4 63.6 162.6 162.0 46.9 47.1
7/5 11:00 151.0 129.1 144.2 120.7 142.2 137.1 152.8 113.6 63.6 164.4 161.7 46.9 47.1
7/5 14:00 151.1 129.2 144.7 120.6 141.8 136.6 151.3 113.9 63.5 163.5 161.5 46.9 47.1
7/5 17:00 151.6 129.1 145.1 120.6 141.3 136.3 150.9 113.8 63.6 163.2 161.4 46.9 47.1
7/5 20:00 151.7 129.4 145.7 121.3 140.7 136.8 149.8 113.8 63.4 163.4 161.4 46.9 47.1
7/5 23:00 151.8 129.5 146.3 125.0 140.5 137.7 147.8 113.8 63.3 163.5 162.0 46.9 47.1
7/6 2:00 151.8 129.7 147.0 125.4 140.1 137.6 148.4 113.6 63.6 163.4 162.7 46.9 47.1
7/6 5:00 152.1 129.8 147.6 123.6 139.6 137.5 148.8 112.9 63.5 163.8 163.4 46.9 47.1

[Note]
Some indicators might not be functioning properly beyond the normal condition for usage affected by the earthquake and subsequent events.
We comprehensively evaluate situation in plants using all the available information from indicators and also focusing on trends, taking uncertainty
of indicators into consideration.
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