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Fukushima Daiichi Nuclear Power Station Unit3 Parameters of Water level and Pressure
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[Note]
Some indicators might not be functioning properly beyond the normal ® reactor water level (fuel range)(A) (mm)
condition for usage affected by the earthquake and subsequent events. B A system/ reactor pressure (MPa)
—| We comprehensively evaluate situation in plants using all the available — 0.6
information from indicators and also focusing on trends, taking uncertainty A D/W pressure (MPa abs)
of indicators into consideration.
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Fukushima Daiichi Nuclear Power Station Unit3 Parameters of Water level and Pressure

[Note]

Some indicators might not be functioning properly beyond the normal condition for usage affected by the earthquake and subsequent events.
We comprehensively evaluate situation in plants using all the available information from indicators and also focusing on trends, taking uncertainty of indicators into consideration.

reactor water

reactor water

level (fuel level(fuel A system/ B system/ D/W pressure |S/C pressure CAMS CAMS CAMS CAMS radiation dose
Date range)(A) range)(B) reactor pressure|reactor pressure (MPa abs) (MPa abs) D/W(A) D/W(B) S/C(A) S/C(B) |in main control |[note
e e (MPa) (MPa) (sv/h)  |(Swh)  [(Sw/h)  [(Sw/h)  |room(mSv/h)
6/30 2:00 -1800 -2150 -0.159 -0.102 0.0999 0.1831 4.81E+00 2.94E+00 3.26E-01| 3.03E-01 0.027
6/30 5:00 -1800 -2150 -0.159 -0.102 0.0999 0.1829 4.80E+00 2.93E+00 3.26E-01| 3.03E-01 0.027
6/30 8:00 -1800 -2150 -0.157 -0.102 0.1001 0.1829 4.80E+00 2.93E+00 3.26E-01| 3.03E-01 0.027
6/30 11:00 -1800 -2150 -0.164 -0.102 0.0994 0.1829 4.79E+00 2.93E+00 3.25E-01| 3.02E-01 0.028
6/30 14:00 -1800 -2150 -0.168 -0.102 0.099 0.1829 4.79E+00 2.93E+00 3.25E-01| 3.02E-01 0.027
6/30 17:00 -1800 -2150 -0.170 -0.102 0.099 0.1827 4.78E+00 2.92E+00 3.25E-01| 3.02E-01 0.026
6/30 20:00 -1900 —-2250 -0.170 -0.100 0.0992 0.1827 4.78E+00 2.93E+00 3.25E-01| 3.01E-01 0.025
6/30 23:00 —-1800 —-2250 -0.168 -0.100 0.0991 0.1827 4.77E+00 2.93E+00 3.25E-01| 3.01E-01 0.027
7/1 2:00 —-1800 —-2250 -0.168 -0.100 0.0992 0.1825 1.15E+01 2.93E+00 3.25E-01| 3.01E-01 0.027
7/1 5:00 —-1800 —-2250 -0.162 -0.098 0.0994 0.1824 4.76E+00 2.93E+00 3.25E-01| 3.01E-01 0.026
7/1 8:00 -1800 —-2250 -0.159 -0.100 0.0994 0.1825 4.76E+00 2.93E+00 3.25E-01| 3.01E-01 0.025
7/1 11:00 —-1800 —-2250 -0.159 -0.098 0.0992 0.1824 4.75E+00 2.93E+00 3.25E-01| 3.01E-01 0.027
7/1 14:00 —-1800 —-2250 -0.162 -0.098 0.0991 0.1824 4.74E+00 2.93E+00 3.25E-01| 3.01E-01 0.027
7/1 17:00 —-1800 —-2250 -0.159 -0.100 0.0991 0.1822 4.74E+00 2.93E+00 3.25E-01| 3.01E-01 0.027
7/1 20:00 -1900 —-2250 -0.162 -0.100 0.0992 0.1824 4.73E+00 2.92E+00 3.25E-01| 3.01E-01 0.027
7/1 23:00 -1900 —-2250 -0.159 -0.100 0.0992 0.1824 4.73E+00 2.92E+00 3.25E-01| 3.02E-01 0.027
7/2 2:00 —-1900 —-2250 -0.162 -0.098 0.0992 0.1822 5.20E+00 2.93E+00 3.25E-01| 3.02E-01 0.027
7/2 5:00 -1950 -2300 -0.159 -0.100 0.0992 0.1824 5.20E+00 2.93E+00 3.25E-01| 3.02E-01 0.027
7/2 8:00 -1950 —-2250 -0.159 -0.100 0.0992 0.1824 4.73E+00 2.93E+00 3.25E-01| 3.02E-01 0.027
7/2 11:00 -1950 —-2250 -0.159 -0.102 0.0992 0.1824 5.30E+00 2.93E+00 3.25E-01| 3.02E-01 0.027
7/2 14:00 -1950 —-2250 -0.159 -0.100 0.0992 0.1824 7.00E+00 2.93E+00 3.25E-01| 3.02E-01 0.027
7/2 17:00 —-1900 —-2250 -0.162 -0.100 0.0992 0.1822 4.69E+00 2.93E+00 3.25E-01| 3.02E-01 0.027
7/2 20:00 -1950 —-2250 -0.162 -0.102 0.0992 0.1822 4.68E+00 2.92E+00 3.26E-01| 3.03E-01 0.026
7/2 23:00 -1950 —-2250 -0.162 -0.102 0.0992 0.1822 4.90E+00 2.92E+00 3.26E-01| 3.03E-01 0.027
7/3 2:00 -1950 —-2250 -0.162 -0.102 0.0992 0.1824 4.67E+00 2.92E+00 3.26E-01| 3.03E-01 0.027
7/3 5:00 -1950 —-2250 -0.159 -0.104 0.0992 0.1822 4.67E+00 2.92E+00 3.26E-01| 3.03E-01 0.027
7/3 8:00 —-1900 —-2250 -0.164 -0.102 0.0992 0.1824 4.66E+00 2.91E+00 3.26E-01| 3.04E-01 0.027
7/3 11:00 —-1900 —-2200 -0.164 -0.102 0.0992 0.1824 4.66E+00 2.91E+00 3.26E-01| 3.04E-01 0.027
7/3 14:00 -1850 -2150 -0.166 -0.104 0.0991 0.1822 4.65E+00 2.91E+00 3.26E-01| 3.04E-01 0.028
7/3 17:00 -1800 -2150 -0.164 -0.102 0.0992 0.1824 4.65E+00 2.91E+00 3.26E-01| 3.04E-01 0.027
7/3 20:00 -1800 -2150 -0.164 -0.102 0.0992 0.1822 4.64E+00 2.91E+00 3.26E-01| 3.04E-01 0.027
7/3 23:00 -1800 -2150 -0.162 -0.104 0.0991 0.1824 4.63E+00 2.90E+00 3.26E-01| 3.04E-01 0.027
7/4 2:00 -1800 -2100 -0.162 -0.104 0.0989 0.1820 4.63E+00 2.90E+00 3.26E-01| 3.04E-01 0.027
7/4 5:00 -1750 —-2050 -0.162 -0.102 0.0989 0.1820 4.62E+00 2.90E+00 3.26E-01| 3.04E-01 0.027
7/4 8:00 -1700 —-2050 -0.162 -0.102 0.0985 0.1818 4.61E+00 2.90E+00 3.26E-01| 3.04E-01 0.027
7/4 11:00 -1700 —-2050 -0.162 -0.102 0.0984 0.1818 4.61E+00 2.89E+00 3.26E-01| 3.04E-01 0.027
7/4 14:00 -1700 —-2050 -0.170 -0.106 0.0977 0.1817 4.60E+00 2.89E+00 3.26E-01| 3.04E-01 0.027
7/4 17:00 -1700 -2150 -0.172 -0.106 0.0980 0.1817 4.59E+00 2.89E+00 3.26E-01| 3.04E-01 0.027
7/4 20:00 -1700 —-2200 -0.168 -0.106 0.0982 0.1818 4.58E+00 2.89E+00 3.26E-01| 3.04E-01 0.027
7/4 23:00 —-1750 —-2250 -0.168 -0.104 0.0985 0.1818 4.58E+00 2.88E+00 3.26E-01| 3.04E-01 0.027
7/5 2:00 -1750 —-2250 -0.162 -0.100 0.0987 0.1818 4.57E+00 2.88E+00 3.27E-01| 3.05E-01 0.027
7/5 5:00 -1750 —-2250 -0.162 -0.102 0.0987 0.1818 4.57E+00 2.88E+00 3.26E-01| 3.05E-01 0.027
7/5 8:00 -1750 —-2250 -0.162 -0.102 0.0987 0.1818 4.56E+00 2.88E+00 3.27E-01| 3.05E-01 0.027
7/5 11:00 —-1750 —-2250 -0.166 -0.104 0.0985 0.1818 4.56E+00 2.88E+00 3.27E-01| 3.05E-01 0.029
7/5 14:00 -1750 —-2200 -0.166 -0.104 0.0987 0.1818 4.55E+00 2.87E+00 3.26E-01| 3.05E-01 0.025
7/5 17:00 —-1750 —-2200 -0.166 -0.104 0.0987 0.1818 4.55E+00 2.87E+00 3.26E-01| 3.05E-01 0.025
7/5 20:00 —-1750 —-2200 -0.164 -0.104 0.0989 0.1820 4.54E+00 2.87E+00 3.27E-01| 3.05E-01 0.027
7/5 23:00 -1850 —-2250 -0.159 -0.102 0.0992 0.1820 4.54E+00 2.87E+00 3.27E-01| 3.05E-01 0.028
7/6 2:00 -1850 —-2250 -0.162 -0.104 0.0989 0.1820 4.53E+00 2.87E+00 3.27E-01| 3.05E-01 0.027
7/6 5:00 -1850 —-2250 -0.166 -0.102 0.0991 0.1822 4.53E+00 2.87E+00 3.27E-01| 3.05E-01 0.027
7/6 8:00 -1850 —-2250 -0.168 -0.102 0.0989 0.1822 4.52E+00 2.86E+00 3.27E-01| 3.05E-01 0.025
7/6 11:00 -1850 —-2250 -0.164 -0.102 0.0994 0.1822 4.52E+00 2.86E+00 3.27E-01| 3.05E-01 0.025
7/6 14:00 -1850 —-2250 -0.164 -0.104 0.0992 0.1822 4.51E+00 2.86E+00 3.26E-01| 3.05E-01 0.027
7/6 17:00 —-1800 —-2200 -0.164 -0.104 0.0992 0.1822 4.51E+00 2.86E+00 3.26E-01| 3.05E-01 0.022
7/6 20:00 —-1800 —-2200 -0.162 -0.106 0.0994 0.1824 4.50E+00 2.85E+00 3.26E-01| 3.05E-01 0.025
7/6 23:00 -1800 —-2200 -0.162 -0.104 0.0994 0.1824 4.50E+00 2.85E+00 3.26E-01| 3.05E-01 0.026
7/7 2:00 -1850 —-2200 -0.159 -0.104 0.0994 0.1824 4.49E+00 2.85E+00 3.26E-01| 3.05E-01 0.026
7/7 5:00 -1800 —-2200 -0.157 -0.104 0.0996 0.1824 4.49E+00 2.85E+00 3.26E-01| 3.05E-01 0.023
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