Fukushima Daiichi Nuclear Power Station Unit2 Parameters of Temperature (Typical Points)
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Fukushima Daiichi Nuclear Power Station Unit2 Parameters of Temperature

[Note]

Some indicators might not be functioning properly beyond the normal condition for usage affected by the earthquake and subsequent events.
We comprehensively evaluate situation in plants using all the available information from indicators and also focusing on trends, taking uncertainty of indicators into consideration.

. Main Steam
Safety Relief Valve | 1 0\ tion Valve | Feedwater Nozzle | CRD Housing |RPV Bottom Part (Wall| RPV Supporting Skirt | RPV Drain Pipe | /W HVH Retum | gy Reactor | 5,6 Pool | $/C Pool
Date Leakage Deteotor Leakage Detector N-4B Upper Part Above Bottom Head) Upper Part Upper Part Air Duct Bellows Air| Supression Water A | Water B note
RV-2-71A oA PP PP PP (HVH-16A) Chamber Gas

9/12 5:00 116.2 58.2 107.4 108.5 113.1 95.4 100.6 120.0 165.0 58.0 471 470
9/12 11:00 116.6 58.0 107.2 111.8 113.0 95.6 100.5 120.0 167.0 58.0 471 47.0
9/12 17:00 115.8 58.1 107.1 110.9 113.7 97.0 100.7 120.0 168.0 58.0 472 471
9/12 23:00 115.1 58.3 107.0 106.9 114.1 97.0 100.9 119.0 167.0 58.0 47.2 471
9/13 5:00 116.5 58.2 107.0 109.8 114.6 94.8 100.4 119.0 160.0 58.0 472 471
9/13 11:00 115.9 58.2 106.9 109.4 114.5 95.1 99.9 119.0 160.0 58.0 473 471
9/13 17:00 116.3 58.1 106.8 109.7 114.4 95.1 100.5 118.0 152.0 58.0 473 472
9/13 23:00 116.9 58.3 106.8 106.0 118.9 94.8 100.0 118.0 151.0 58.0 473 472
9/14 5:00 116.8 58.3 106.5 108.1 115.1 95.9 100.6 118.0 156.0 58.0 473 472
9/14 11:00 117.0 58.2 106.6 109.4 114.4 95.2 100.6 116.0 155.0 58.0 473 472
9/14 17:00 113.5 58.2 107.8 107.9 116.3 973 101.8 117.0 155.0 58.0 474 473
9/14 23:00 114.9 58.5 108.1 113.0 116.0 96.4 101.9 118.0 166.0 59.0 47.6 475
9/15 5:00 114.1 584 107.5 109.7 115.5 97.2 101.3 117.0 190.0 60.0 471 476
9/15 11:00 116.5 58.3 106.8 109.6 115.3 96.0 100.3 116.0 60.0 478 47.7 |RPV Bellows Air OS
9/15 17:00 116.8 58.2 106.5 108.6 114.9 98.1 100.0 116.0 178.0 60.0 48.0 478
9/15 23:00 116.7 58.2 106.2 105.7 114.7 94.8 100.4 116.0 174.0 60.0 48.0 47.9
9/16 5:00 115.8 58.2 106.1 106.1 114.1 96.8 99.7 115.0 157.0 60.0 48.1 48.0
9/16 11:00 115.8 58.1 105.9 105.7 113.6 95.2 99.0 115.0 108.0 60.0 48.2 48.1
9/16 17:00 114.9 58.0 105.7 105.6 114.1 96.0 989 114.0 109.0 60.0 483 48.2
9/16 23:00 115.5 58.1 105.4 105.0 113.8 95.5 98.8 114.0 104.0 61.0 484 48.3
9/17 5:00 113.9 58.0 105.1 104.7 112.9 95.7 98.4 114.0 107.0 61.0 48.6 485
9/17 11:00 114.9 57.9 105.0 104.9 113.0 93.0 98.0 114.0 119.0 61.0 48.7 48.6
9/17 17:00 115.1 579 104.9 104.4 112.9 93.1 97.9 113.0 118.0 61.0 48.8 48.8
9/17 23:00 111.8 57.9 105.0 104.3 113.2 94.3 97.7 113.0 120.0 62.0 49.0 48.9
9/18 5:00 113.8 579 104.8 105.4 113.0 91.9 974 113.0 121.0 62.0 49.1 49.1
9/18 11:00 112.9 57.8 104.9 105.5 113.0 94.5 97.4 114.0 127.0 62.0 49.3 49.2
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