Fukushima Daiichi Nuclear Power Station Unit3 Parameters of Temperature (Typical Points)
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Fukushima Daiichi Nuclear Power Station Unit3 Parameters of Temperature

[Note]

Some indicators might not be functioning properly beyond the normal condition for usage affected by the earthquake and subsequent events.

We comprehensively evaluate situation in plants using all the available information from indicators and also focusing on trends, taking

uncertainty of indicators into consideration.
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9/19 5:00 92.1 87.9 96.2 90.9 96.8 90.9 79.8 89.6 61 92.2 94.1 444 44.6
9/19 11:00 90.8 87.2 94.2 90.4 96.2 90.0 79.3 89.7 60.5 91.6 93.3 444 44.6
9/19 17:00 89.5 86.4 93.3 89.8 92.0 89.1 79.1 88.5 60.2 90.5 119.9 444 44.6
9/19 23:00 88.2 86.0 92.2 89.5 92.3 89.0 79.7 87.6 59.8 89.7 117.2 444 44.7
9/20 5:00 87.0 85.9 90.9 89.1 91.6 88.5 79.2 86.2 59.6 88.8 115.3 44.5 44.7
9/20 11:00 86.2 85.4 89.8 88.3 91.7 88.1 84.0 85.8 59.7 88.1 114.3 44.5 44.7
9/20 17:00 84.7 84.6 88.2 87.7 90.9 87.2 72.7 84.8 59.4 87.1 113.7 44.5 44.7
9/20 23:00 83.6 83.9 87.0 87.0 89.9 86.6 70.0 84.2 59.1 86.1 112.7 444 44.7
9/21 5:00 82.9 83.3 85.9 86.4 89.5 85.9 70.0 83.6 58.9 85.2 111.9 444 44.6
9/21 11:00 82.0 82.7 84.6 85.7 88.4 85.2 69.9 83.8 58.7 84.2 113.0 444 44.6
9/21 17:00 80.8 81.7 82.8 84.8 86.9 84.4 72.5 82.8 58.7 82.9 112.0 444 44.6
9/21 23:00 78.6 79.8 80.3 82.7 85.4 82.8 62.8 84.3 59.3 81.0 109.9 45.1 453
9/22 5:00 78.2 79.0 79.8 82.3 83.4 82.0 59.1 84.4 58.2 80.0 109.3 444 44.6
9/22 11:00 719 78.5 79.1 82.3 84.9 81.4 68.2 814 57.1 78.8 108.0 44.3 44.5
9/22 17:00 71.8 78.2 78.4 81.8 84.1 80.8 66.4 81.9 56.5 78.4 107.6 44.3 44.5
9/22 23:00 715 719 78.0 81.7 82.6 80.3 64.3 80.8 56 78.0 107.3 44.3 44.5
9/23 5:00 714 78.1 719 81.7 82.2 80.0 63.7 80.6 55.7 77.9 107.7 44.3 44.5
9/23 11:00 714 71.9 117 81.9 81.3 80.0 64.5 80.5 55.4 78.0 108.5 44.3 44.5
9/23 17:00 715 78.0 717 82.0 81.4 80.0 64.0 80.3 55.6 78.1 109.0 44.3 44.5
9/23 23:00 715 71.8 715 82.1 81.0 79.8 63.6 79.8 55.1 78.0 109.2 44.3 44.5
9/24 5:.00 713 11.7 713 82.0 80.8 79.6 63.2 79.6 54.8 71.8 109.4 44.3 44.5
9/24 11:00 71.2 715 71.2 82.1 80.3 79.1 63.5 79.3 54.6 77.9 109.2 44.3 44.5
9/24 17:00 771 71.6 713 82.2 81.3 79.6 63.9 79.0 54.7 77.9 109.1 44.3 44.5
9/24 23:00 71.0 714 771 82.2 80.6 79.3 63.1 79.2 54.3 71.8 109.0 44.3 44.5
9/25 5:00 76.8 713 76.9 82.0 80.5 79.2 62.9 79.0 54 71.6 108.5 44.3 44.5
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