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| of indicators into consideration.

350

325

300

275

250

225

200

175

150 1§

125

100

75

50

25

0 it

i

Fukushima Daiichi Nuclear Power Station Unit2 Parameters of Temperature (Typical Points)
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Fukushima Daiichi Nuclear Power Station Unit2 Parameters of Temperature

[Note]

Some indicators might not be functioning properly beyond the normal condition for usage affected by the earthquake and subsequent events.
We comprehensively evaluate situation in plants using all the available information from indicators and also focusing on trends, taking uncertainty of indicators into consideration.

. Main Steam
Safety Relief Valve | 1 0\ tion Valve | Feedwater Nozzle | CRD Housing |RPV Bottom Part (Wall| RPV Supporting Skirt | RPV Drain Pipe | /W HVH Retum | gy Reactor | 5,6 Pool | $/C Pool
Date Leakage Deteotor Leakage Detector N-4B Upper Part Above Bottom Head) Upper Part Upper Part Air Duct Bellows Air| Supression Water A | Water B note
RV-2-71A oA PP PP PP (HVH-16A) Chamber Gas
9/28 5:00 98.1 51.0 924 91.2 100.1 84.2 873 920 85.0 67.0 50.9 50.8
9/28 11:00 974 50.8 92.0 90.7 101.4 83.1 87.2 100.0 85.0 67.0 50.7 50.7
9/28 17:00 97.2 50.8 91.6 90.4 99.4 81.8 86.7 96.0 84.0 67.0 50.5 50.5
9/28 23:00 97.0 50.6 91.3 90.1 100.7 80.5 86.6 91.0 84.0 67.0 50.4 50.4
9/29 5:00 96.9 50.4 90.9 89.7 100.0 820 86.3 90.0 84.0 68.0 50.3 50.3
9/29 11:00 97.1 50.2 90.7 89.6 99.7 80.9 86.1 90.0 84.0 68.0 50.2 50.2
9/29 17:00 97.0 50.2 90.5 89.7 99.4 81.7 86.0 90.0 84.0 68.0 50.1 50.1
9/29 23:00 96.8 50.0 90.3 89.2 98.5 81.1 85.9 90.0 83.0 68.0 50.0 50.0
9/30 5:00 96.5 49.9 90.0 89.1 99.8 80.8 85.8 90.0 820 68.0 50.0 50.0
9/30 11:00 96.0 49.8 89.8 88.9 99.4 79.0 85.7 89.0 82.0 68.0 49.9 49.9
9/30 17:00 96.3 49.8 89.7 88.8 99.3 78.6 85.2 89.0 820 68.0 49.9 49.9
9/30 23:00 96.3 49.8 89.6 88.7 99.5 78.5 85.1 89.0 81.0 68.0 49.9 49.8
10/1 5:00 96.3 49.6 89.4 885 99.4 78.7 846 89.0 78.0 68.0 49.8 49.8
10/1 11:00 96.1 49.6 89.2 88.3 99.4 80.2 84.1 88.0 70.0 68.0 49.8 49.8
10/1 17:00 95.3 495 89.0 88.2 103.2 79.8 838 88.0 70.0 68.0 49.8 49.8
10/1 23:00 95.1 49.3 88.9 88.1 98.9 80.6 83.6 81.0 70.0 68.0 49.8 49.8
10/2 5:00 95.9 49.0 88.6 878 98.4 81.3 835 86.0 87.0 68.0 49.8 49.8
10/2 11:00 95.6 48.8 88.3 81.7 98.0 79.2 834 85.0 85.0 68.0 49.8 49.8
10/2 17:00 95.5 48.7 88.2 875 98.1 79.9 834 86.0 85.0 68.0 49.8 49.8
10/2 23:00 95.5 48.6 88.0 87.3 97.7 77.6 83.1 81.0 84.0 68.0 49.9 49.9
10/3 5:00 95.2 483 87.8 87.1 97.2 783 829 86.0 84.0 68.0 49.9 49.9
10/3 11:00 94.7 48.2 87.6 87.0 96.9 79.5 82.5 81.0 84.0 68.0 49.9 49.9
10/3 17:00 944 48.1 873 86.7 96.7 79.3 83.0 87.0 84.0 67.0 50.0 50.0
10/3 23:00 94.6 47.9 81.0 86.4 95.7 76.3 83.1 89.0 83.0 67.0 50.0 50.0
10/4 5:00 944 475 86.7 86.0 95.2 719 823 88.0 83.0 67.0 50.0 50.0
measurement
instrument
malfunction
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